
VICINITY MAP

BUILDING: 2013 CALIFORNIA BUILDING CODE
MECHANICAL: 2013 CALIFORNIA MECHANICAL CODE
PLUMBING: 2013 CALIFORNIA PLUMBING CODE
ELECTRICAL: 2013 CALIFORNIA ELECTRIC CODE
GREEN BUILDING: 2013 GREEN BUILDING CODE
FIRE: 2013 CALIFORNIA FIRE CODE

SCOPE OF WORK: NEW BUILDING, PARKING, AND LANDSCAPING
NUMBER OF FLOORS: 2
CONSTRUCTION TYPE: TYPE V-B
OCCUPANCY CLASSIFICATION: B
SPRINKLERED: YES; NFPA 13
FLOOR AREA: LOWER: 6,884 SF

UPPER: 2,064 SF
TOTAL: 8,948 SF

GROSS AREA (INCLUDING OVERHANG): 11,838 SF

BUILDING HEIGHT: MAX. HT. AT HIGH RIDGE 29'-5"

CODE INFORMATION

MOUNTED
NOMINAL
NOT IN CONTRACT
ON CENTER (EACH WAY)
OPPOSITE HAND
REFERENCE
REQUIRED
ROUGH OPENING
RAIN WATER LEADER
SIMILAR
TOP OF
TYPICAL
WITH
WIND BRACE
WORKING POINT

A.F.F.
B.O.
C.J.
CLR
DIA.
DN
D.S.
E.J.
EQ.
F.F.
F.V.
GA.
M.O.
MAX.
MIN.

ABOVE FINISH FLOOR
BOTTOM OF
CONTROL JOINT
CLEAR
DIAMETER
DOWN
DOWNSPOUT
EXPANSION JOINT
EQUAL
FINISH FLOOR
FIELD VERIFY
GAUGE
MASONRY OPENING
MAXIMUM
MINIMUM

MNTD.
NOM.
N.I.C.
O.C.(E.W.)
O.H.
RE:
REQ./REQD
R.O.
R.W.L.
SIM.
T.O.
TYP.
W/
W.B.
W.P

ARCHITECTURAL ABBREVIATIONS

CIVIL
ENGINEER

SANDIS
636 9TH STREET
OAKLAND, CA. 94607

JEFF SETERA, PRINCIPAL
(510) 590-3402

MECHANICAL /
ELECTRICAL /
PLUMBING ENGINEER

YEI ENGINEERS
7700 EDGEWATER DR, SUITE 128
OAKLAND, CA 94621

PATRICK MALLILLIN, PRINCIPAL
(510) 957-1613

LANDSCAPE
ARCHITECT

PGA DESIGN
444 17 STREET
OAKLAND, CA 94612

CHRIS PATTILLO, PRINCIPAL
(510) 550-8855

STRUCTURAL
ENGINEER

CORNERSTONE STRUCTURAL ENGINEERING GROUP
40 FEDERAL STREET
SAN FRANCISCO, CA 94107

TOM SWAYZE, PRINCIPAL
(415) 369-9100

GEOTECHNICAL
ENGINEER

NINYO & MOORE
1956 WEBSTER STREET, SUITE 400
OAKLAND, CALIFORNIA 94612

PETER C. CONNOLLY, PRINCIPAL ENGINEER
(510) 343-3000

SCALE
1 TITLE

PLAN TRUE

NORTH ARROWS

SYMBOL LEGEND

A1

1"

BUILDING SECTION

WALL SECTION

DETAIL BUBBLE

TEMPERED GLASS

DOOR NUMBER

REVISIONS

WINDOW TYPE

KEYNOTE

WALL TYPE

1

ARTIFICIAL PROPERTY
LINE / LIMITS OF
CONSTRUCTION

BUILDING SETBACK
LINE/EASEMENT

EXISTING SPOT
GRADE

REVISED SPOT GRADE

FACE OF FINISH
DIMENSIONING

EXTERIOR ELEVATION

INTERIOR ELEVATION

ROOM NAME
DESIGNATION
& NUMBER

ALIGN

SYMBOL LEGEND

1A4113

3111.10

A101 1

101

ROOM NAME
C101B

- - - -

2

SHEET NUMBER

A

0

1

A463

1

A314

1

A301

3/A463

DETAIL NUMBER

SHEET TYPE DESIGNATOR

A463

DISCIPLINE DESIGNATOR

SHEET NUMBER

REFERENCES:

SHEET NUMBERING:

MATCH LINE

NEW CONSTRUCTION

111

NEW FIRE RATED
CONSTRUCTION

100

100

100

100

WORKING POINT,
CONTROL OR DATUM
POINT

COLUMN DESIGNATION

REVISED CONTOURS

EXISTING CONTOURS

VIEW TITLE

EXISTING WALL TO
REMAIN

CEILING FINISH
WALL FINISH
BASE FINISH
FLOOR FINISH

AS PART OF THE CITY OF ALAMEDA DISTRICT 3 PUBLIC SAFETY MASTER PLAN,
FIRE STATION 3 WILL BE A NEW TWO-STORY FACILITY CONTAINING FIREFIGHTER
OPERATIONS, LIVING QUARTERS, AND A CONFERENCE ROOM WITH A PUBLIC
RESTROOM. THE FACILITY WILL INITIALLY HOUSE ONE ENGINE COMPANY AN
AMBULANCE, WITH SPACE FOR RESERVE APPARATUS.  SERVICE APRONS WILL
BE AVAILABLE ON BOTH SIDES OF THE APPARATUS BAYS TO FACILITATE
SERVICING, CLEANING AND FUELING.

THE DESIGN TEAM IS COORDINATING WITH ALAMEDA MUNICIPAL POWER (AMP)
TO STUDY THE FEASIBILITY OF A ROOF-MOUNTED SOLAR INSTALLATION.

PROJECT INFORMATION

ELECTRICAL:
ALAMEDA MUNICIPAL POWER
FRED BRANAMAN
(510) 715-7280

FIBER OPTIC SERVICE:
ALAMEDA MUNICIPAL POWER
LUIS ESCALANTE
(510) 814-5631

CITY PLANNING CONTACT:
ANDREW THOMAS
(510) 747-6881

CITY CONTACT INFORMATION

FIRE SPRINKLER SYSTEM

DEFERRED SUBMITTALS

BUILDING FOOTPRINT E.O.C. :   1,995 SF
BUILDING FOOTPRINT STATION 3 :        7,306 SF

HARDSCAPE:                12,080 SF

LANDSCAPE - BIO R. & PLANTERS:      710 SF
LANDSCAPE:   3,670 SF

SITE AREA CALCULATION

C-M. COMMERCIAL-MANUFACTURING DISTRICT

ZONING

NORTH: R-4-PD
SOUTH: R-3
EAST: R-3, M-1
WEST: R-4-PD

ADJACENT ZONES/USE

APN # 72-323-12

PHASE 1 (EOC): 12,655 SF
PHASE 2 (STATION 3): 12,430 SF
TOTAL AREA: 25,085 SF (0.58 AC)
TOTAL PERIMETER: 792 LF

LOT AREA

FRONT 1: (BUENA VISTA) NO SETBACK
FRONT 2: (HIBBARD) NO SETBACK
REAR: 12'-0"
SIDES: 5'-0"
FLOOR TO SITE AREA RATIO: NO RESTRICTION
HEIGHT LIMIT: 100'-0"

SETBACKS AND LIMITS

5'-0"
8'-0"
12'-0"
5'-0"
29%
29'-5"

REQUIRED PROPOSED

EXISTING: VACANT
NEW: FIRE STATION

LAND USE

MAIN ROOF = 3,408 SF / 300 = 11.36 SF (5.68 SF @ ROOF; 5.68 SF @ SOFFIT)

APP. BAY ROOF = 1,777 SF / 300 = 5.92 SF (2.96 SF @ ROOF; 2.96 SF @ SOFFIT)

LOBBY / EXERCISE ROOF = 669 SF / 300 = 2.23 SF (1.12 SF @ ROOF; 1.12 SF @ SOFFIT)

DAY ROOM ROOF = 457 SF / 150 = 1.52 SF (0.76 SF @ ROOF; 0.76 SF @ SOFFIT)

ROOF VENT REQUIREMENTS

ACTUAL ROOF VENT PROVIDED
MAIN ROOF = 10.2 SF @ SOFFIT; 4.2 @ ROOF

APP. BAY ROOF = 5.7 SF @ SOFFIT; 3.72 @ ROOF

LOBBY / EXERCISE ROOF = 2.1 SF @ SOFFIT; 1.8 @ ROOF

DAY ROOM ROOF = 1.6 SF @ SOFFIT; 0.9 @ ROOF

EXTERIOR ENCLOSURE T24 REQUIREMENTS
EXTERIOR WINDOWS: U-VALUE OF 0.27, SHGC OF 0.39, UT OF 0.7 ASSEMBLY

METAL FRAMED WALLS: R-9.5

CMU WALLS ASSEMBLY: R-4.2

PITCHED ROOF ASSEMBLY: R-28

FLAT ROOF ASSEMBLY: R-32.3

COOL ROOF: CRRC-1 CERTIFIED W/ AGED SOLAR REFLECTANCE OF 0.7 & THERMAL
EMISSIVITY OF 0.9

OWNER CITY OF ALAMEDA
PUBLIC WORKS, 950 WEST MALL SQUARE #110
ALAMEDA, CA 94501

ROBERT HAUN, PROJECT MANAGER
(510) 747-7900

BROWN REYNOLDS WATFORD ARCHITECTS, INC.
1620 MONTGOMERY ST. SUITE 320
SAN FRANCISCO, CA 94111

F. CHRISTOPHER FORD, PRINCIPAL
(415) 749-2670

ARCHITECT

1. ALL WORK SHALL BE DONE IN A NEAT AND WORKMANLIKE MANNER AND IN ACCORDANCE
WITH ALL APPLICABLE NATIONAL, STATE AND LOCAL CODES.

2. THE PLANS CONTAINED HEREIN REPRESENT THE SCOPE OF WORK TO BE PROVIDED.
CONTRACTOR SHALL PROVIDE ALL WORK SHOWN ON THESE DOCUMENTS AND ALL WORK
THAT CAN BE REASONABLY INFERRED TO BE INCLUDED. ARCHITECT SHALL BE THE SOLE
INTERPRETER OF THE INTENT OF THE PLANS. CONTRACTOR SHALL VERIFY ALL DIMENSIONS
AND CONDITIONS AND SHALL NOTIFY THE ARCHITECT OF ANY DISCREPANCIES BEFORE
PROCEEDING WITH THAT PORTION OF THE WORK.

3. IN ALL CASES, CARE SHALL BE TAKEN TO CREATE AS LITTLE NUISANCE AS POSSIBLE.
CORRIDORS SHALL BE KEPT FREE OF HAZARDOUS EXTENSION CORDS, EQUIPMENT, TRASH
AND OTHER SITUATIONS THAT COULD RESULT INJURY TO VISITORS OR EMPLOYEES OF THE
CONTRACTOR.

4. PRIOR TO SUBMITTING A PROPOSAL, THE CONTRACTOR SHALL CHECK ON THE AVAILABILITY
OF ALL MATERIALS SPECIFIED, AND QUALIFY IN WRITING AT THE TIME OF PROPOSAL IF ANY
MATERIALS SHOULD REQUIRE A LONG LEAD TIME OR ARE NOT AVAILABLE WITHIN A
REASONABLE TIME FRAME.

5. UPON SELECTION OF THE CONTRACTOR, HE SHALL SUBMIT A SCHEDULE OF WORK LISTING
THE AREAS TO RECEIVE NEW WORK, THE STARTING DATES OF EACH PHASE OF WORK IN
EACH AREA, THE LENGTH OF TIME TO COMPLETION, WORK TO BE PERFORMED AFTER
HOURS, AND A SCHEDULE OF VALUES FOR EACH PHASE OF THE WORK.

6. CONTRACTOR SHALL INCLUDE ALL HAULING OF DEMOLISHED MATERIALS OR TRASH
GENERATED BY THIS PROJECT. TRASH SHALL BE REMOVED DAILY FROM THE AREAS BEING
IMPROVED AND SHALL NOT BE ALLOWED TO ACCUMULATE.

7. UPON COMPLETION OF WORK, CONTRACTOR SHALL THOROUGHLY CLEAN ALL AREAS
WHERE WORK OCCURRED, AS WELL AS ANY "PATHS" THAT MAY HAVE BEEN ESTABLISHED
DURING CONSTRUCTION. AREAS DESIGNATED FOR STORAGE OF THE CONTRACTORS
EQUIPMENT AND MATERIALS SHALL ALSO BE LEFT CLEAN AND FREE OF DEBRIS OR EXCESS
MATERIALS.

8. CONTRACTOR SHALL THOROUGHLY PROTECT ALL EXISTING SURFACES DURING DEMOLITION
AND CONSTRUCTION. ANY MATERIAL OR SURFACE THAT IS DAMAGED SHALL BE REPAIRED
OR REPLACED AT THE CONTRACTORS EXPENSE.

9. THE CONTRACTOR REMAINS RESPONSIBLE FOR DETAILS AND ACCURACY OF HIS WORK,
CONFIRMING QUANTITIES, FOR SELECTING FABRICATION AND CONSTRUCTION PROCESSES,
FOR TECHNIQUES OF ASSEMBLY, FOR PERFORMING HIS WORK IN A SAFE MANNER AND FOR
ADHERING TO ALL APPLICABLE CODES.

M0.1 MECHANICAL GENERAL NOTES, LEGEND &
ABBREVIATIONS

M0.2 MECHANICAL EQUIPMENT SCHEDULES
M0.3 MECHANICAL EQUIPMENT SCHEDULES
M1.1 MECHANICAL FIRST FLOOR PLAN
M1.2 MECHANICAL SECOND  FLOOR PLAN
M1.3 MECHANICAL REFRIGERANT PIPING PLANS
M1.4 MECHANICAL ROOF PLAN
M2.1 MECHANICAL DETAILS
M2.2 MECHANICAL DETAILS
M2.3 MECHANICAL DETAILS

P0.1 PLUMBING GENERAL NOTES, LEGEND &
ABBREVIATIONS

P0.2 PLUMBING EQUIPMENT SCHEDULES
P0.3 PLUMBING EQUIPMENT SCHEDULES
P1.1 PLUMBING 1ST FLOOR PLAN-SANITARY SEWER

& VENT

P1.2 PLUMBING 2ND FLOOR PLAN-SANITARY SEWER
& VENT

P1.3 PLUMBING 1ST FLOOR PLAN-DOMESTIC
CW/HW & CA

P1.4 PLUMBING 2ND FLOOR PLAN-DOMESTIC
CW/HW , GAS & CA

P2.1 PLUMBING HIGH ROOF PLAN
P3.1 PLUMBING DETAILS
P3.2 PLUMBING DETAILS

F0.1 FIRE PROTECTION GENERAL NOTES & FLOOR
PLANS

E0.1 SYMBOLS ABBREVIATIONS GENERAL NOTES &
LIGHTING SCHEDULE

E0.2 SINGLE LINE DIAGRAM
E0.3 PANELS SCHEDULE
E1.0 SITE PLAN
E1.1 1ST FLOOR POWER & TEL/DATA PLAN
E1.2 2ND FLOOR POWER AND TEL/DATA PLAN
E1.3 1ST FLOOR LIGHTING PLAN
E1.4 2ND FLOOR LIGHTING PLAN
E1.5 FIRST FLOOR FIRE ALARM PLAN
E1.6 SECOND FLOOR FIRE ALARM PLAN

T1.1 TITLE SHEET AND DRAWING INDEX
T1.2 MASTER KEYNOTE LIST
T1.3 EGRESS PLANS / CODE REVIEW

C0.1 CIVIL NOTES, LEGEND AND ABBREVIATIONS
C0.2 TOPOGRAPHICAL SURVEY (FOR REFERENCE

ONLY)

C1.1 CIVIL SITE PLAN
C1.2 ARCHITECTURAL SITE PLAN
C1.3 ARCHITECTURAL SITE DETAILS
C2.1 DEMOLITION PLAN
C3.1 HORISONTAL CONTROL PLAN
C4.1 GRADING PLAN
C4.3 GRADING SECTIONS
C5.1 UTILITY PLAN
C6.1 STORM WATER MANAGEMENT PLAN
C7.1 EROSION CONTROL PLAN
C7.2 EROSION CONTROL DETAILS
C8.1 CONSTRUCTION DETAILS
C8.2 CONSTRUCTION DETAILS
C8.3 CONSTRUCTION DETAILS

L1.0 LAYOUT PLAN
L2.0 PLANTING PLAN
L3.0 IRRIGATION PLAN
L3.1 IRRIGATION DETAILS
L4.0 LANDSCAPE DETAILS

S0.1 MATERIALS DATA & PROJECT INFORMATION
S1.1 TYPICAL DETAILS No. 1
S1.2 TYPICAL DETAILS No. 2
S1.3 TYPICAL DETAILS No. 3
S1.4 TYPICAL DETAILS No. 4
S1.5 STAIRS DETAIL
S2.0 FOUNDATION  & FLOOR FRAMING PLANS
S2.1 ROOF AND SLOPED ROOF FRAMING PLANS
S3.0 FOUNDATION DETAILS
S4.0 FRAMING DETAILS No.1
S4.1 FRAMING DETAILS No.2
S4.2 FRAMING DETAILS No.3

A1.0 FIRST AND SECOND FLOOR SLAB PLAN
A1.1 FIRST AND SECOND FLOOR PLANS
A1.2 ROOF PLAN AND DETAILS
A2.1 EXTERIOR ELEVATIONS
A2.3 BUILDING SECTIONS
A3.1 WALL SECTIONS
A3.2 WALL SECTIONS
A3.3 ROOF DETAILS
A3.4 ROOF DETAILS
A4.1 DOOR SCHEDULE & WINDOW SCHEDULE
A4.2 STOREFRONT DETAILS
A4.3 WINDOW & LOUVER DETAILS
A4.4 WINDOW DETAILS
A4.5 DOOR DETAILS
A5.1 STAIR PLANS & SECTIONS
A5.2 ENLARGED PLANS
A5.3 ENLARGED PLANS
A5.4 ENLARGED PLANS AND ACCESSIBILITY NOTE
A5.5 MOUNTING HEIGHT DETAILS
A5.6 MILLWORK SECTIONS
A6.1 REFLECTED CEILING PLANS AND DETAILS
A7.1 FINISH PLANS
A8.1 FIRST AND SECOND FLOOR EQUIPMENT PLANS
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THE MASTER KEYNOTE LIST USES CSI MASTERFORMAT 2004 EDITION
LEVEL 2 NUMBERS AND TITLES

EXAMPLE KEYNOTE
0960.01 - 09 60 .01

(DIVISION) (LEVEL 2) (UNIQUE IDENTIFIER)

DIVISION 01 GENERAL REQUIREMENTS

DIVISION 02 EXISTING CONDITIONS (TO REMAIN, U.N.O.) & DEMOLITION

DIVISION 03 CONCRETE

DIVISION 04 MASONRY

DIVISION 05 METALS

DIVISION 06 WOOD, PLASTICS, & COMPOSITES

DIVISION 07 THERMAL & MOISTURE PROTECTION

DIVISION 08 OPENINGS

DIVISION 09 FINISHES

DIVISION 10 SPECIALTIES

DIVISION 11 EQUIPMENT

DIVISION 12 FURNISHINGS

DIVISION 21 FIRE SUPPRESSION (RE: PLUMBING)

DIVISION 22 PLUMBING (RE: PLUMBING)

DIVISION 25 INTEGRATED AUTOMATION

DIVISION 26 ELECTRICAL (RE: ELECTRICAL)

DIVISION 27 COMMUNICATIONS

DIVISION 28 ELECTRONIC SAFETY & SECURITY

DIVISION 31 EARTHWORK

DIVISION 32 EXTERIOR IMPROVEMENTS

DIVISION 33 UTILITIES (RE: CIVIL & MEP)

MASTERFORMAT 2004
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0880.13 1/4" GLASS MIRROR
0890.01 PREFINISHED FIXED ALUMINUM LOUVER (WITH INSECT SCREEN)
0890.05 CLOTHES DRYER VENT WITH FLAP
0890.08 4" ALUMINUM VENT SCREED
0890.09 PRE FABRICATED METAL ROOF VENT
0920.01 1 5/8" METAL STUDS (20 GAUGE MINIMUM) AT 16" O.C.
0920.02 2 1/2" METAL STUDS (20 GAUGE MINIMUM) AT 16" O.C.
0920.03 3 5/8" METAL STUDS (20 GAUGE MINIMUM) AT 8" O.C.
0920.04 3 5/8" METAL STUDS (20 GAUGE MINIMUM) AT 16" O.C.
0920.05 4" METAL STUDS AT 16" O.C.
0920.07 6" METAL STUDS (20 GAUGE MINIMUM) AT 16" O.C.
0920.08 STUD BRACE AT 4'-0" O.C. MAX.
0920.10 7/8" FURRING CHANNEL AT 16" O.C.
0920.11 1/2" RESILIENT CHANNEL AT 16" O.C. HORIZONTAL
0920.13 2 1/2" METAL C-H STUDS AT 2'-0" O.C.
0920.18 1" PORTLAND CEMENT STUCCO ON METAL LATH
0920.20 METAL LATH
0920.23 ALUMINUM "F" REGLET
0920.26 5/8" CEMENTITIOUS BACKER BOARD
0920.27 1/2" GYPSUM SHEATHING
0920.28 5/8" GYPSUM BOARD (TYPE X)
0920.33 1" SHAFT LINER
0920.34 GYPSUM BOARD GUSSETS AT 16" O.C.
0920.35 CORNER BEAD, TYPICAL
0920.36 J-MOULD, TYPICAL
0920.46 CROSS FURRING CHANNELS
0920.47 MAIN RUNNER
0920.50 WIND CLIP WHEN REQUIRED
0920.51 METAL EAVE RISER STRIP/CLOSURE (WITH WEEP HOLES FOR

DRAINAGE)

0920.52 CEMENT PLASTER SKIM COAT O/ CMU
0930.01 CERAMIC TILE
0930.02 COVED CERAMIC TILE BASE
0930.03 QUARRY TILE
0930.10 METAL TILE TRIM
0930.11 PORCELAIN TILE VENEER THINSET ON PLASTER SCRATCH & BROWN

COAT

0930.12 PORCELAIN TILE COVED BASE
0930.13 PORCELAIN TILE VENEER THINSET ON CONCRETE WALL
0950.01 SUSPENDED ACOUSTICAL LAY-IN TILE CEILING (2' X 2')
0950.08 SUSPENDED ACOUSTICAL PANEL CEILING SYSTEM
0950.09 CEILING CLOSURE SYSTEM
0960.13 4" RESILIENT BASE
0960.14 RUBBER TREAD / RISER / FLOORING
0960.19 4" RUBBER BASE
0980.03 3 1/2" FIBERGLASS SOUND ATTENUATION INSULATION
0980.14 3" MINERAL WOOL INSULATION
0980.15
1020.16 STAINLESS STEEL 1 1/2" DIAMETER GRAB BAR (36" LONG)
1020.17 STAINLESS STEEL 1 1/2" DIAMETER GRAB BAR (42" LONG)
1020.19 STAINLESS STEEL 1 1/2" DIAMETER GRAB BAR (L-SHAPED)
1020.20 SOAP DISPENSER (SURFACE-MOUNTED)
1020.24 STAINLESS STEEL SURFACE MOUNTED TOILET PAPER DISPENSER
1020.32 STAINLESS STEEL FRAMED MIRROR
1020.34 VINYL-COATED PIPING WRAP
1020.37 WALL-MOUNTED FOLDING SHOWER SEAT. PROVIDE BLOCKING IN

WALL AS REQUIRED

1020.46 WALL MOUNTED TOILET SEAT COVER DISPENSER
1070.03 GROUND-SET FLAGPOLE
1070.05 FLAGPOLE COLLAR
1070.06 FLAGPOLE CLEAT
1130.01 MICROWAVE
1130.02 REFRIGERATOR
1130.06 WASHING MACHINE
1130.07 CLOTHES DRYER
1130.09 GAS RANGE
1130.12 RANGE HOOD
1220.05 MOTORIZED WINDOW SHADES
1230.19 SOLID SURFACE COUNTERTOP WITH 4" SPLASH AS SHOWN
1230.23 QUARTZ COUTNERTOP WITH SPLASH AS SHOWN
1250.04 XXX
2110.04 FIRE SPRINKLER RISER
2110.07 2" FIRE SPRINKLER HEAD CUT OUT
2210.02 PIPE SLEEVE AND SEAL
2210.06 FLOOR DRAIN
2210.10 GREASE INTERCEPTOR
2210.13 ROOF DRAIN / OVERFLOW ROOF DRAIN
2210.14 3" ROOF DRAIN PIPING
2240.01 WATER CLOSET. ORIENT FLUSH VALVE TOWARDS ACCESSIBLE

SPACE AT ACCESSIBLE STALLS / RESTROOMS

2240.03 WALL-HUNG LAVATORY WITH CARRIER
2240.04 PORCELAIN LAVATORY
2240.07 SINK FITTINGS
2240.09 SHOWER HEAD
2240.10 HANDICAP ACCESSIBLE SHOWER HEAD
2240.12 UTILITY SINK
2310.01 GAS PIPING (PAINT WHERE EXPOSED)
2330.01 HVAC DUCTWORK
2330.03 MOTORIZED DAMPER
2350.01 METAL FLUE WITH BASE AND COLLAR
2650.01 RECESSED LIGHT FIXTURE
2650.04 PENDANT LIGHT FIXTURE
2650.08 LAY-IN FLUORESCENT LIGHT FIXTURE
3290.01 LANDSCAPE BED

0640.57 WOOD TRELLIS
0640.59
0640.60
0640.64
0640.66
0640.68
0640.69
0640.72
0710.01 BITUMINOUS DAMPPROOFING
0710.03 15 LB. ASPHALT FELT
0710.05 WATER PROOFING MEMBRANE
0710.08 DAMPROOFING MASTIC
0720.03 5 1/2" NATURAL FIBER INSULATION
0720.05 2" RIGID CAVITY INSULATION
0720.08 4" RIGID INSULATION
0720.09 1/2" RIGID INSULATION COVERBOARD
0720.11 TAPERED INSULATION CRICKET
0720.16 CONTINUOUS WATERPROOFING FINISH COAT
0720.18 6 1/4" BATT INSULATION, R-22
0720.19 1 1/2" MINERAL FIBER INSULATION BOARD
0724.01 E.I.F.S. W/ R-5 INSULATION
0725.05 SEALANT
0730.05 CONCRETE FLAT ROOF TILES
0730.06 CONCRETE FLAT ROOF RIDGE TILES
0730.07 CONCRETE FLAT ROOF RAKE TILES
0740.03 PREFINISHED METAL WALL / SOFFIT PANEL WITH REVEALS
0740.15 PREFINISHED ALUMINUM COMPOSITE PANEL SYSTEM
0740.30 PREFINISH METAL SLOPING SILL WITH CONTINOUS CLEAT AND

SEALANT AT EDGES

0750.01 ROOFING BASE FLASHING SYSTEM
0750.02 EXTEND BASE FLASHINGS TO OUTSIDE FACE OF BLOCKING
0750.03 4" CANT
0750.07 2-PLY MODIFIED BITUMEN MEMBRANE ROOFING SYSTEM
0750.08 EPDM MEMBRANE ROOFING SYSTEM
0750.09 PVC MEMBRANE ROOFING SYSTEM
0750.11 HEAT-WELDED LAP
0760.02 THROUGH-WALL FLASHING (WITH WEEPS AT 2'-0" O.C.)
0760.03 PREFINISHED METAL GUTTER
0760.04 6" PREFINISHED METAL DOWNSPOUT
0760.07 HOT-DIPPED GALVANIZED METAL OVERFLOW SCUPPER (8" H X 12" W

CLEAR) WITH PREFINISHED METAL FACING

0760.10 GALVANIZED STRAP
0760.12 PREFINISHED METAL CANOPY GUTTER / FASCIA
0760.21 GALVANIZED METAL GRAVEL GUARD
0760.24 PREFINISHED METAL DRIP EDGE WITH FACTORY WELDED SKIRT
0760.29 PREFINISHED METAL FLASHING & COUNTER FLASHING
0760.38 BRAKE METAL FASCIA
0770.01 PREFINISHED METAL COPING SYSTEM
0770.02 CONTINUOUS CLEAT
0770.03 PREFORMED PREFINISHED METAL FLASHING WITH ALL SEAMS

WELDED WATERTIGHT

0770.04 PREFINISHED METAL REGLET WITH SEALANT AND
COUNTERFLASHING

0770.05 GALVANIZED REGLET WITH SEALANT AND COUNTERFLASHING
0770.06 PRE-MANUFACTURED PIPE SUPPORT AT 4'-0" O.C. (STACK AS

REQUIRED)

0770.07 PREFABRICATED EQUIPMENT SUPPORT
0770.08 EQUIPMENT CURB WITH GALVANIZED COUNTERFLASHING
0770.09 ROOF HATCH WITH INTEGRAL COUNTERFLASHING
0770.11 WALK PAD. SET IN ASPHALT
0770.16 4 LB. LEAD FLASHING. SET IN PLASTIC CEMENT AND EXTEND 2'-0"

FROM DRAIN

0770.18 CONCRETE SPLASH BLOCK
0770.22 PIPE UMBRELLA WITH SEALANT
0770.28 ROOF VENT
0780.05 PENETRATION FIRESTOPPING
0790.01 SEALANT WITH BACKER ROD AS REQUIRED
0790.02 CAULKING
0790.09 JOINT SEALANT
0810.02 HOLLOW METAL FRAME
0810.05 JAMB ANCHOR (3 PER JAMB)
0810.06 HOLLOW METAL DOOR
0830.17 SECTIONAL DOOR
0830.18 SECTIONAL DOOR TRACK
0840.01 ALUMINUM STOREFRONT
0840.02 ALUMINUM STOREFRONT DOOR
0840.03 .060 ALUMINUM SILL WITH HEMMED AND CLOSED ENDS
0840.05 CONTINUOUS ALUMINUM SILL FLASHING
0840.14 ALUMINUM LEGG SILL BY CURTAINWALL MANUFACTURER
0850.01 FIXED ALUMINUM WINDOW
0850.02 OPERABLE ALUMINUM WINDOW
0870.01 METAL THRESHOLD. SET IN SEALANT

0320.01 DOWEL INTO CONCRETE SLAB
0320.02 STEEL REINFORCING (RE: STRUCTURAL)
0320.04 DOWEL SUPPORT
0330.01 CONCRETE (RE: STRUCTURAL)
0330.02 CONCRETE SLAB (RE: STRUCTURAL)
0330.07 CONCRETE FOOTING (RE: STRUCTURAL)
0330.24 CAST-IN-PLACE CONCRETE RETAINING WALL
0330.26 LT. WT. CONCRETE OVER MTL. DECK (RE: STRUCTURAL)
0340.07 PRECAST CONC. CAP - THINSET O/ CONCRETE WALL
0360.03 FILL WITH GROUT
0420.10 4" CONCRETE MASONRY UNITS
0420.14 8" CONCRETE MASONRY UNITS
0420.18 12" CONCRETE MASONRY UNITS
0420.23 CONCRETE MASONRY BOND BEAM
0470.01 CAST STONE
0470.05 CAST STONE SILL WITH DRIP
0510.01 STEEL STRUCTURE (RE: STRUCTURAL)
0510.04 STEEL ANGLE (RE: STRUCTURAL)
0510.06 STEEL LINTEL / PLATE (RE: STRUCTURAL)
0520.01 STEEL JOIST (RE: STRUCTURAL)
0530.02 2" METAL DECK (RE: STRUCTURAL)
0530.04 3" METAL ROOF DECK (RE: STRUCTURAL)
0540.01 COLD-FORMED METAL FRAMING
0540.02 6" METAL STUDS AT 16" O.C.
0540.03 8" METAL STUDS AT 16" O.C.
0550.15 C6 X 8.4 STEEL CHANNEL
0550.20 1/2" STEEL PLATE WITH 3/4" DIAMETER LIGHTNING ARRESTOR SPIKE.

EXTEND 2'-0" BELOW CONCRETE

0550.26 METAL PAN STAIR. FILL WITH CONCRETE
0550.29 STEEL TUBE STRINGER
0550.30 1/4" STEEL PLATE
0550.33 METAL LADDER
0550.34 METAL SHIPS LADDER
0550.38 PIPE SLEEVE
0550.39 1 1/4" DIAMETER STANDARD STEEL PIPE HANDRAIL (3'-0" HIGH U.N.O.)
0550.40 1 1/4" DIAMETER STANDARD STEEL PIPE HANDRAIL WITH 3/8" PLATE

STEEL BRACKETS AT 5'-0" O.C. MAX.

0550.41 1 1/4" STANDARD STEEL PIPE GUARDRAIL (3'-6" HIGH) TOP RAIL
0550.42 1 1/4" STANDARD STEEL PIPE HANDRAIL
0550.43 HANDRAIL BRACKET
0550.57 4"x4"x3/8" STL. ANGLE W/1/2" O.D. ANCHOR BOLTS @24" O.C. - VERIFY

WITH ELEVATOR MANUFACTURER IF REQUIRED

0550.62
0550.63
0550.65
0550.68 MINIMUM OF (1) 12 GAGE WIRE ATTACHED TO FIXTURE AND

ANCHORED TO STRUCTURE ABOVE FOR UPTO 56 lbs. & W/ UPRIGHT
STRUTS

0550.69 ANGLE MOLDING
0550.70 FASTENER
0550.71 WARNING STRIPE
0550.80 2" X 12" STEEL TUBE
0550.81 1 1/4" DIAMETER STANDARD STEEL PIPE GUARDRAIL POST
0550.82 1 1/4" DIAMETER STANDARD STEEL PIPE BOTTOM RAIL
0550.91 ANGULAR STEEL BRACKET SECURED TO METAL STUD
0550.92 1 X 1 METAL CLIP ANGLE
0550.99 6" x 2" H. NOTCH AT EACH METAL BLOCK, TYPICAL
0570.10 3/4" DIAMETER SOLID STEEL VERTICAL PICKET
0610.02 1X WOOD BLOCKING
0610.03 2X WOOD BLOCKING
0610.04 2X PRESSURE TREATED WOOD BLOCKING
0610.05 1/2" EXTERIOR GRADE PLYWOOD
0610.06 5/8" EXTERIOR GRADE PLYWOOD
0610.07 3/4" EXTERIOR GRADE PLYWOOD
0610.08 2 LAYERS 3/4" EXTERIOR GRADE PLYWOOD BLOCKING
0610.28 1" x 3" CEDAR BATTEN
0610.37 1 X 2 ROOF BATTEN
0620.02 1X HARDWOOD TRIM
0640.03 PLASTIC LAMINATE VENEER BASE CABINETS WITH ADJUSTABLE

SHELVES

0640.04 PLASTIC LAMINATE VENEER WALL CABINETS WITH ADJUSTABLE
SHELVES

0640.05 PLASTIC LAMINATE COUNTERTOP / 4" SPLASH AS SHOWN
0640.07 3/4" PLYWOOD
0640.18 ADJUSTABLE SHELVING
0640.21 3" WIRE GROMMET
0640.22 WIRE PULLS
0640.24 ADJUSTABLE METAL SHELF STANDARDS. PROVIDE BLOCKING IN

WALL AS REQUIRED

0640.42 PLASTIC LAMINATE WARDROBE
0640.46 PLASTIC LAMINATE CABINET DOOR
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171 SF
OCC. LOAD - 1

170 SF
OCC. LOAD - 1

164 SF
OCC. LOAD - 1

199 SF
OCC. LOAD - 1

187 SF
OCC. LOAD - 1

6 OCC.

6

48.0
36

FEC.

EXIT

FEC.

NUMBER OF OCCUPANTS

STAIRWAY OCCUPANT LOAD DESIGNATION

100

60

100
20.0
34

 DOOR OCCUPANT LOAD DESIGNATION

36"DR=34"
72"DR=68"

'EXIT' SIGN, SEE DETAIL 3/T1.3

FIRE EXTINGUISHER CABINET
SURFACE MOUNTED

STAIR WIDTH REQUIRED (INCHES)
STAIR WIDTH PROVIDED (INCHES)

NUMBER OF OCCUPANTS
EXIT WIDTH REQUIRED (INCHES)
EXIT WIDTH PROVIDED (INCHES)

30.0

Project Scope: New Fire Station #3, driveway, plaza and landscaping

Use and Occupancy Classification Section 303 & 304
Primary Occupancy: Business Group B

General Building Heights and Areas Section 503
Max. Building Height/Type V-B: 40 ft. / 2-Stories
Proposed: 30 ft. / 2-Stories

Construction Type: V-B-Sprinkled

Membrane Roof Section 3102.3.1:
Roof Membrane to comply with State Fire Marshall and NFPA 701

Allowable Area: per Table 503 and Section 507.4
Max. Allowable = 9,000 SF
Allowable Area Increase for Sprinkled Building: 9,000 x 3 = 27,000 SF
Proposed = 8,948 SF < 27,000 SF

Means of Egress Section 1004
Calculated Load for First Floor:
(B) Business / Office: 805 SF / 100  = 11
(B) Business / Meeting: 305 SF / 15 = 22
(B) Exercise: 529 / 50 = 11
(B) Dayroom (library function): 248 / 50 = 5
(B) Storage: 532 / 300  = 4
(B) Garage (App Bay): 2,992 / 200 = 15

Total Calculated Load: 67

Egress Width Section 1005
71 x 0.2 = 14.2 inches required
(4) 3 foot wide (36 inches) doors = 144 inches > 14.2 inches

Exit Access Travel Distance Section 1016
B with Sprinklers = 300 feet Max.
Proposed Distance = 95 feet max. < 300 feet

CODE ANALYSIS
Plumbing Fixtures Requirements: Public

Occupancy Count
1st Floor (Lobby) = 10 occupants

Public Restrooms: 5 Male
Water Closets = 1
Lavatories = 1

Public Restrooms: 5 Female
Water Closets = 1
Lavatories = 1

Plumbing Fixtures Provided: Public

Unisex Restroom (1)
Water Closets = 1
Lavatories = 1

Plumbing Fixtures Requirements: Private

Occupancy Count
1st Floor = 52
2nd Floor = 6
Total Occupants = 58

Private Restrooms: 29 Male
Water Closets = 2
Lavatories = 1

Private Restrooms: 29 Female
Water Closets = 2
Lavatories = 1

Plumbing Fixtures Provided: Private

Unisex Restrooms (3)
Water Closets = 3
Lavatories = 3

Means of Egress Section 1004

Calculated Load for Second Floor:
(B) Officer/FF Rooms (residential): 1,058 SF / 200 = 6

Total Calculated Load: 6

Egress Width Section 1005
6 x 0.3 = 1.8 inches required
4 foot wide (48 inches) stairway = 48 inches > 1.8 inches

Exit Access Travel Distance Section 1016
B with Sprinklers = 300 feet Max.
Proposed Distance = 75 feet < 300 feet

Portable fire extinguishers: Total (4) – One at Hallway by Kitchen, Night
Watch Room, App Bay, and Hallway by Living Quarters (2nd floor)

B with Sprinklers =300 feet Max.
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 1/8" = 1'-0"2 SECOND FLOOR EGRESS PLAN  -  TOTAL INTERIOR FLOOR AREA: 2,064 SF

N
o.

D
es

cr
ip

tio
n

D
at

e



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C0.1

CIVIL NOTES, LEGEND,
& ABBREVIATIONS



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C0.2

TOPOGRAPHIC SURVEY
(FOR REFERENCE ONLY)



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C1.1

CIVIL SITE PLAN







N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C2.1

DEMOLITION PLAN



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C3.1

HORIZONTAL CONTROL PLAN



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C4.1

GRADING PLAN



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C4.3

GRADING SECTIONS



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C5.1

UTILITY PLAN



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C6.1

STORMWATER MANAGEMENT
PLAN



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C7.1

EROSION CONTROL
PLAN



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C7.2

EROSION CONTROL
DETAILS



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C8.1

CONSTRUCTION DETAILS



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C8.2

CONSTRUCTION DETAILS



N
O

T
FO

R
C

O
N

ST
RU

C
TI

O
N

©

B
RW

P
RO

JE
C

T
N

U
M

B
ER

C
O

P
YR

IG
H

T
2

0
1

5

B
RO

W
N

RE
Y

N
O

LD
S

W
AT

FO
RD

AR
C

H
IT

EC
TS

,I
N

C
.

D
RA

W
N

B
Y

D
AT

E

C
H

EC
KE

D
B

Y

P
RO

JE
C

T
N

O
.0

2
-3

1
1

4

H
P

JR
R

/
RA

B

JA
N

U
AR

Y
1

4
,2

0
1

5

2
1

4
0

7
3

.0
0

1
6

2
5

BU
EN

A
VI

ST
A

AV
E.

AL
AM

ED
A,

C
A

9
4

5
0

1

C
IT

Y
O

F
AL

AM
ED

A
AL

AM
ED

A
FI

RE
ST

AT
IO

N
3

N
o.

D
es

cr
ip

tio
n

D
at

e

C8.3

CONSTRUCTION DETAILS



SD SD SD SD

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

D
W

D
W

DW DWDW DW

DW DW

DW DW

D
W

D
W

DW DW

S
S

SSSS SS SS

S
D

S
D

S
D

S
D

SD

SD

S
S

SS

SD

SS

SS SS

SS

SS SS

SS

S
S

SS

SS SS

SS

S
S

SS

SS

S
S

SS

SS SS

SS

S
S

SS

SS SS

SS

SS

SS

SS

S
S

SS

SS

SS

SS

SS

S
S

SS

SS SS SS

SS SS SS SS SS

S
S

SS SS SS SS

SS SS SS SS SS

SS SS SS SS SS SS

SS SS SS SS SS

S
S

SS SS SS SS

SS SS SS SS SS

SS SS SS SS SS SS

SS SS SS SS SS

S
S

SS SS SS SS

SS SS SS SS SS

SS SS SS SS SS SS

SS SS SS

D
W

DW DW

DW

DW DW

DW

DW DW

DW

DW DW DW DW DW

DW DW DW D
W

DW DW DW DW DW

DW DW DW DW DW

DW DW DW

DW DW

D
W

DW

DW

DW DW

D
W

DW

DW

DW DW

D
W

D
W

DW

DW

DW D
W

D
W

DW

DW DW DW DW

D
W

DW DW DW

D
W

DW DW DW

DW DW DW DW

DW DW DW

DW

D
W

D
W

D
W

D
W

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

SSSSSSSSSSSSSSSSSSSSSSSS

DW DW DW

D
W

DW

D
W

DW

D
W

DW

DW DW

DW DW D
W

DW DW DW D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

G
G

G
G

G
G

G
G

G
G

G

G
G

G
G

G
G

G
G

G
G

G
G

G G G G

G
G

G G G G G G G G G G G G G G G G G

G
G

G
G

G G

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

D
W

DW

D
W

D
W

DW

DWDW

DWDW

DWDW

D
W

D
W

DW

D
W

D
W

D
W

D
W

DW

DW

D
W

DW

D
W

DW

DW DW

D
W

DW

DW

DW

D
W

D
W

DW

DW

DW

DWD
W

DW

DW

D
W

DW

DW

DW

DW DW

G

G
G

G

G G G G G

G
G

G
G

G

G G G G G

G
G

G
G

G
G

G

G

G

G

G

G

G

G

G

G

G
G

G
G

G
G

G
G

G
G

G
G

G
G

G G G G

G
G

G G G

G
G

G
G

G
G

G
G

G
G

G
G

G
G

G
G

G
G

G

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

S
S

D
W

DW

DW

DW

DW

DW D
W

G

G

G

G
G

G

G

DWDW

G
G

G
G

G
G

C1.3

5

GENERAL NOTES

LAYOUT NOTES

SYMBOLS & ABBREVIATIONS

©

N
o

.
D

e
s
c
r
i
p

t
i
o

n
D

a
t
e

2/9/2015

LAYOUT PLAN1

PLAN TRUE



SD SD SD SD

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

S
D

D
W

D
W

DW DWDW DW

DW DW

DW DW

D
W

D
W

DW DW

S
S

SSSS SS SS

S
D

S
D

S
D

S
D

SD

SD

S
S

SS

SD

PLANT LIST

PLANTING NOTES

©

N
o

.
D

e
s
c
r
i
p

t
i
o

n
D

a
t
e

2/9/2015

PLANTING PLAN1

PLAN TRUE



A

IRRIGATION CONTROLLER 'A':

WALL MOUNT.  SEE

IRRIGATION NOTE 3.

IRRIGATION POINT OF CONNECTION:

CONNECT TO STUB-OUT FROM

DOMESTIC WATER SERVICE.  SEE CIVIL

PLANS FOR EXACT LOCATION.

IRRIGATION SUB-METER

IRRIGATION LEGEND

20

1"

A - 1

A
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IRRIGATION PLAN1

PLAN TRUE

2/9/2015



12/5/2014
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1 CONTROLLER - OUTDOOR WALL MOUNT 2 BACKFLOW PREVENTER 3 REMOTE CONTROL VALVE 4 DRIP ZONE REMOTE CONTROL VALVE

5 GATE VALVE 6 QUICK COUPLING VALVE 7 BUBBLER ON FLEX RISER 8 AUTOMATIC FLUSH VALVE

9 SUBSURFACE IRRIGATION LAYOUT 10 AIR/VACUUM RELIEF VALVE 11 SUBSURFACE TYPICAL CENTER-FEED SUPPLY MANIFOLD 
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GROUND COVER PLANTING1 SHRUB PLANTING2 TREE PLANTING & STAKING3
CONCRETE PAVING4

METAL EDGING FOR SPIRAL5

STREETLIFE ROUGH & READY CURVE 500 BENCH6
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6" TALL CONC. CURB - SEE PLAN FOR WIDTH

6" TALL CONC. CURB
- SEE PLAN FOR WIDTH

100' - 0"

99' - 9" 99' - 9"

99' - 9"
1' - 0"1' - 0"

1'
 -

 0
"1'

 -
 0

"

99' - 9"99' - 9"

99' - 9"

99' - 9"

TOP OF SLAB / DRAIN: 99'-7"

TOP OF SLAB / DRAIN: 99'-7"

CONCRETE PLATFORM
@ LOCKERS

TUBE STEEL COLUMN,
S.S.D. TYP.

TOP OF SLAB / DRAIN: 99'-8"
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6" TALL CONC. CURB
- SEE PLAN FOR WIDTH

RECESSED

THIS WILL NEED TO GET WORKED OUT -
CURB  AGAINST EXTERIOR WALL

OPEN 44" DIA.
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UP

DN

4

AA

21 7 9 10 12 14 15

16

16

BB

CC

8 11 13

D

F

GG

K

EE

J

3

H

CONFERENCE
114

RR 1
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EQUIPMENT DESCRIBED IN THE DOCUMENTS.
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REQUIREMENTS FOR FIRE RATINGS AND ACOUSTICAL RATINGS.
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KEYNOTES
0360.03 FILL WITH GROUT
0420.14 8" CONCRETE MASONRY UNITS
0760.04 6" PREFINISHED METAL DOWNSPOUT
0920.01 1 5/8" METAL STUDS (20 GAUGE MINIMUM) AT 16" O.C.
0920.04 3 5/8" METAL STUDS (20 GAUGE MINIMUM) AT 16" O.C.
0920.05 4" METAL STUDS AT 16" O.C.
0920.07 6" METAL STUDS (20 GAUGE MINIMUM) AT 16" O.C.
0920.10 7/8" FURRING CHANNEL AT 16" O.C.
0920.26 5/8" CEMENTITIOUS BACKER BOARD
0920.28 5/8" GYPSUM BOARD (TYPE X)
0980.03 3 1/2" FIBERGLASS SOUND ATTENUATION INSULATION
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KEYNOTES
0550.34 METAL SHIPS LADDER
0640.57 WOOD TRELLIS
0720.11 TAPERED INSULATION CRICKET
0730.05 CONCRETE FLAT ROOF TILES
0760.04 6" PREFINISHED METAL DOWNSPOUT
0760.07 HOT-DIPPED GALVANIZED METAL OVERFLOW

SCUPPER (8" H X 12" W CLEAR) WITH
PREFINISHED METAL FACING

0760.12 PREFINISHED METAL CANOPY GUTTER /
FASCIA

0770.01 PREFINISHED METAL COPING SYSTEM
0770.18 CONCRETE SPLASH BLOCK
0770.28 ROOF VENT
2210.13 ROOF DRAIN / OVERFLOW ROOF DRAIN
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116' - 0"

T.O.  STEEL/CMU
124' - 0"

A B C D F G KH

SECOND F.F.
114' - 0"

PERIMETER APP BAY F.F.
99' - 9"

TOP OF CMU
111' - 11"

TOP OF PARAPET
120' - 4"

M N

ROOF RIDGE
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KEYNOTES
0340.07 PRECAST CONC. CAP - THINSET O/

CONCRETE WALL

0550.33 METAL LADDER
0550.34 METAL SHIPS LADDER
0640.57 WOOD TRELLIS
0730.05 CONCRETE FLAT ROOF TILES
0740.15 PREFINISHED ALUMINUM COMPOSITE PANEL

SYSTEM

0760.04 6" PREFINISHED METAL DOWNSPOUT
0760.12 PREFINISHED METAL CANOPY GUTTER /

FASCIA

0770.01 PREFINISHED METAL COPING SYSTEM
0770.28 ROOF VENT
0830.17 SECTIONAL DOOR
0840.01 ALUMINUM STOREFRONT
0840.02 ALUMINUM STOREFRONT DOOR
0850.01 FIXED ALUMINUM WINDOW
0850.02 OPERABLE ALUMINUM WINDOW
0890.01 PREFINISHED FIXED ALUMINUM LOUVER

(WITH INSECT SCREEN)

0890.05 CLOTHES DRYER VENT WITH FLAP
0920.18 1" PORTLAND CEMENT STUCCO ON METAL

LATH

0920.28 5/8" GYPSUM BOARD (TYPE X)
0930.11 PORCELAIN TILE VENEER THINSET ON

PLASTER SCRATCH & BROWN COAT

0930.13 PORCELAIN TILE VENEER THINSET ON
CONCRETE WALL

2110.04 FIRE SPRINKLER RISER

 1/8" = 1'-0"2 EXTERIOR ELEVATION (EAST)
 1/8" = 1'-0"1 EXTERIOR ELEVATION (SOUTH)

 1/8" = 1'-0"3 EXTERIOR ELEVATION (NORTH)
 1/8" = 1'-0"4 EXTERIOR ELEVATION (WEST)
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FIRST F.F.
100' - 0"

421 5 7 9 10 12 14 1611 133

SECOND F.F.
114' - 0"

TOP OF CMU
111' - 11"

T.O LOBBY CMU
112' - 0"

LOBBY
112

EXCERCISE
111

KITCHEN
110

DINING
109

DAY ROOM
108

TELECOM
107

12
3

12
3

FIRST F.F.
100' - 0"

T.O.  STEEL/CMU
124' - 0"

21 5 14 15 1611 133

SECOND F.F.
114' - 0"

TOP OF CMU
111' - 11"T.O LOBBY CMU
112' - 0"

LOBBY
112

EXCERCISE
111

DAY ROOM
108

12
3

12
3

ROOF RIDGE
129' - 5"

FIRST F.F.
100' - 0"

T.O. APP BAY CMU
116' - 0"

T.O.  STEEL/CMU
124' - 0"

A B C GE J

SECOND F.F.
114' - 0"

PERIMETER APP BAY F.F.
99' - 9"

A3.1
2

A3.2
4

A3.1
1

T.O. OF CMU
111' - 4"

T.O. STEEL
116' - 2"

A3.1
3

APPARATUS
BAY
101

KITCHEN
110

RR 5
210214

FF2
203

M

12
3

12
3

12
3

HALL-
WAY

A3.2
2

ROOF RIDGE
129' - 5"

20' - 4"T.O PARAPET 120'-4"

FIRST F.F.
100' - 0"

T.O.  STEEL/CMU
124' - 0"

4 2 157910121416 1113

SECOND F.F.
114' - 0"

A3.2
3

TOP OF CMU
111' - 11"

HALLWAY
105

RECEPTION
113

CONFERENCE
114

OFFICER 2
213

HALLWAY
214

STAIR
206

12
3

ROOF RIDGE
129' - 5"

A3.1
5

117'-4"
T.O. PARAPET

115'-4"
T.O. MTL. DECK

2330.01

T.O. APP BAY CMU
116' - 0"

T.O.  STEEL/CMU
124' - 0"

4 2 15791012141516

SECOND F.F.
114' - 0"

PERIMETER APP BAY F.F.
99' - 9"

A3.2
1

T.O. FRAMING
120' - 4"

12
3

12
3

6

ROOF RIDGE
129' - 5"

SLOPE SLOPE

FIRST F.F.
100' - 0"

T.O.  STEEL/CMU
124' - 0"

4 2 157910121416 81113 3

SECOND F.F.
114' - 0"

17' - 4"

A3.1
7

PERIMETER APP BAY F.F
99' - 9"

117'-4"

T.O.  CMU FF3
204

FF2
203

FF 1
202

OFFICER 1
201

CONFERENCE
114

RR 1
115SHOP

117

SPECIALTY
GEAR

118

PPE
STORAGE /

DRYING
119

RR
103

HALLWAY
105

NIGHT
WATCH

102

12
3

13' - 0"
T.O METAL DECK
113'-0"

ROOF RIDGE
129' - 5"

HVAC EQUIPMENT

FIRST F.F.
100' - 0"

T.O.  STEEL/CMU
124' - 0"

A B C GE J

SECOND F.F.
114' - 0"

PERIMETER APP BAY F.F.
99' - 9"

TOP OF CMU
111' - 11"

M

4

A3.1

10
A3.1

DAY ROOM
108

HALLWAY
105

POLE
207

HALLWAY
214

APPARATUS
BAY
101

ROOF RIDGE
129' - 5"

0730.05

0760.12

PPE
STORAGE /

DRYING
119

FIRST F.F.
100' - 0"

T.O.  STEEL/CMU
124' - 0"

C G KE JH

SECOND F.F.
114' - 0"

A3.1
9

T.O LOBBY CMU
112' - 0"

PERIMETER APP BAY F.F
99' - 9"

N

8

A3.1

OFFICER 2
213

OFFICER 1
201

APPARATUS
BAY
101

STORAGE
116

RR 1
115

RECEPTION
113

LOBBY
112

FLAT CONC. TILE ROOFING

METAL GUTTER

METAL FASCIA

ROOF RIDGE
129' - 5"
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KEYNOTES
0730.05 CONCRETE FLAT ROOF TILES
0760.12 PREFINISHED METAL CANOPY GUTTER /

FASCIA

2330.01 HVAC DUCTWORK

 1/8" = 1'-0"2 BUILDING SECTION

 1/8" = 1'-0"4 BUILDING SECTION

 1/8" = 1'-0"6 BUILDING SECTION

 1/8" = 1'-0"3 BUILDING SECTION

 1/8" = 1'-0"5 BUILDING SECTION

 1/8" = 1'-0"1 BUILDING SECTION

 1/8" = 1'-0"7 BUILDING SECTION
 1/8" = 1'-0"8 BUILDING SECTION
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J

TOP OF CMU
111' - 11"

T.O. OF CMU
111' - 4"

KITCHEN
110

METAL COPING

2X CEDAR TRELLIS-STAINED

ALUM. AWNING WINDOW

SLOPED PRE CAST CONC. SILL

CEMENT PLASTER
2" MTL. STUD FURRING

1 1/2" RIGID INSULATION BOARD

PATIO

CONC. PAVING

8" CMU WALL

SINGLE MEMBRANE ROOFING
SLOPED RIGID
INSULATION BOARD

WF BEAM, S.S.D
GYP. BOARD CEILING
MTL. STUD FRAMING

ALUM. SILL

SLOPE

6" STUD PIPE CHASE
BELOW COUNTER

6" STUD WALL

FIRST F.F.
100' - 0"

TOP OF CMU
111' - 11"

FLAT CONC. TILE ROOFING
WATER PROOFING MEMBRANE
1/2" PLYWOOD DECK

12
3

METAL GUTTER

METAL FASCIA

CEMENT PLASTER SOFFIT

PRECAST CONC. SILL

7/8" METAL FURRING

REINFORCED CONC.
SLAB ON GRADE

CEMENT PLASTER

PRECAST CONC. CAP

STONE TILE THIN SET
CONC. WALL

REINFORCED CONC.
SPREAD FOOTING

DAY ROOM
108

ALUM. CASEMENT WINODW

METAL PANEL O/ CMU WALL

M

ALUMINUM SILL

ROLLER SHADE

3' - 0"

FACE OF PIER BEYOND

5/8" GYP. BOARD

GYP. BOARD CEILING
3:12 SLOPE

METAL FRAME

CMU WALL

FIRST F.F.
100' - 0"

G

H

SECOND F.F.
114' - 0"

TOP OF CMU
111' - 11"

12
3

CEMENT PLASTER O/ SHEATHING
O/ 8" MTL. STUD WALL

FLASHING

3" MTL. DECK

SINGLE MEMBRANE ROOFING

LOBBY
112

RECEPTION
113 REINFORCED CONC.

SLAB ON GRADE

SUSPENDED
ACOUSTICAL CEILING10' - 4"

TOP OF STEEL

110'-4"

4"

SUSPENDED
ACOUSTICAL CEILING

GYP. BOARD SOFFIT

FIRST F.F.
100' - 0"

K

TOP OF CMU
111' - 11"
T.O LOBBY CMU

112' - 0"

12
3

CONC. TILE ROOFING
WATER PROOFING MEMBRANE
1/2" PLYWOOD DECK

CEMENT PLASTER SOFFIT

W8 BEYOND

SUSPENDED
ACOUSTICAL
CEILING

LOBBY
112

ALUM. STOREFRONT

8" CMU WALL

METAL PANEL

FACE OF PIER BEYOND

CONCRETE SIDEWALK

ALUM. SILL

2' - 0"

METAL GUTTER

A3.3
3

METAL PANEL

10" TALL KICK PLATE

FIRST F.F.
100' - 0"

16 METAL COPING

PRE-FINISH  METAL PANEL

CEMENT PLASTER
Z FURRING

METAL DECK

5/8" GYP. BOARD
7/8" METAL FURRING

SLOPE

SINGLE MEMBRANE ROOF
O/ SLOPED INSULATION BOARD

NIGHT
WATCH

102

1-1/2" INSULATION BOARD

17' - 4"T.O. CMU

117'-4"

REGLET AND METAL FLASHING

13' - 0"
T.O. METAL DECK
113' - 0"

ROOF DRAIN WITH OVERFLOW

SUSPENDED
ACOUSTICAL
CEILING

A3.3
17

T.O.  STEEL/CMU
124' - 0"

C

SECOND F.F.
114' - 0"

T.O. STEEL
116' - 2"

APPARATUS
BAY
101

PPE
STORAGE /

DRYING
119

FF3
204

GYP. BOARD  CEILING
ON METAL FRAMING

GYP. BOARD  O/
7/8" MTL. FURRING

12
3

FLAT  CONC. TILE ROOFING
O/ WATER PROOFING MEMBRANE

O/ 1/2" PLYWOOD

METAL GUTTER

CEMENT PLASTER
O/ 2" METAL FURRING

1-1/2" INSULATION BOARD

8" CMU WALL

METAL FASCIA

ACOUSTICAL METAL DECK

SINGLE MEMBRANE ROOF
O/ SLOPED RIGID INSULATION

WF BEAM  BEYOND

GYP. BOARD  CEILING
ON METAL FRAMING

ALUM. CASEMENT WINDOW ALUMINUM SILL

 

START SLOPE 1'-0" FROM
INSIDE FACE OF MASONRY

CONT. SOFFIT VENT

PERIMETER APP. BAY F.F.
99'-9"

SLOPE SLOPE

FOAM BAND W/ 1/4" COAT OF
CEMENT PLASTER

3'
 -

 6
"

7'
 -

 4
"

SLOPE

T.O.  STEEL/CMU
124' - 0"

G

SECOND F.F.
114' - 0"

TOP OF CMU
111' - 11"

KITCHEN
110

RR 5
210

12
3

FLAT CONC. TILE ROOFING
WATER PROOFING MEMBRANE
1/2" PLYWOOD

METAL GUTTER

METAL FASCIA

CEMENT PLASTER SOFFIT

CONT. SOFFIT VENT

8" METAL STUD

CEMENT PLASTER

WF BEAM

GYP. BOARD CEILING

SLOPE

8'
 -

 6
"

4' - 0"

FOAM BAND W/ 1/4" COAT
OF CEMENT PLASTER

CONCRETE CURB

FIRST F.F.
100' - 0"

4'
 -

 0
"

4"
1'

 -
 6

"

3'
 -

 0
"

POCELAIN TILE

PRECAST CONC. CAP

CEMENT PLASTER

CONT. P.T 2X WOOD NAILER

2X WOOD TRELLIS

2X8 P.T WOOD CAP

COLORED
CONC. PAVING

CEMENT PLASTER

PRECAST CONC. CAP

CONT. 2X WOOD NAILER

CONC. WALL, S.S.D

METAL  DRAIN PIPE

ADJACENT GRADE

THIN SET

SLOPEFIRST F.F.
100' - 0"

T.O.  STEEL/CMU
124' - 0"

14

SECOND F.F.
114' - 0"

TOP OF CMU
111' - 11"

METAL GUTTER

METAL FASCIA

CEMENT PLASTER O/
2" METAL FURRING

1-1/2" INSULATION BOARD

METAL COPING

ROOF DRAIN W/ OVERFLOW

SUSPENDED ACOUSTICAL
TILE CEILING

REGLET AND
METAL FLASHING

8" CMU BLOCK

METAL DECK

FLAT CONC. TILE ROOFING O/
WATER PROOFING MEMBRANE

O/ 1/2" PLYWOOD

12
3

GYP. BOARD

SUSPENDED ACOUSTICAL
TILE CEILING

GYP. BOARD O/
METAL FURRING

CONT. SOFFIT VENT

FOAM BAND W/ 1/4" COAT OF
CEMENT PLASTER
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WALL SECTIONS

2
1

4
0

7
3

.0
0

N
O

T 
FO

R 
C

O
N

ST
RU

C
TI

O
N

1
6

2
5

 B
U

EN
A 

VI
ST

A 
AV

EN
U

E
AL

AM
ED

A,
 C

A 
9

4
5

0
1

C
IT

Y 
O

F 
AL

AM
ED

A

AL
AM

ED
A 

FI
RE

 S
TA

TI
O

N
 3

KEYNOTES

 1/2" = 1'-0"2 WALL SECTION

 1/2" = 1'-0"10 WALL SECTION
 1/2" = 1'-0"9 WALL SECTION

 1/2" = 1'-0"8 WALL SECTION
 1/2" = 1'-0"7 WALL SECTION

 1/2" = 1'-0"4 WALL SECTION
 1/2" = 1'-0"3 WALL SECTION

 1/2" = 1'-0"1 WALL SECTION-SCREEN WALL
 1/2" = 1'-0"5 WALL SECTION
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T.O. APP BAY CMU
116' - 0"

A

PERIMETER APP BAY F.F.
99' - 9"

APPARATUS
BAY
101

8' - 1 1/2"

4'
 -

 4
"

METAL STUD PARAPET WALL

METAL COPING

METAL DECK

METAL FLASHING

CONC. TILE ROOFING

METAL GUTTER

12" CMU WALL

CEMENT PLASTER
SKIM COAT

CEMENT PLASTER SOFFIT

SINGLE MEMBRANE  ROOF O/
SLOPED RIGID INSULATION

12
3

4' - 0"

CONT. SOFFIT VENT

12"x24" ALUMINUM LOUVER

3290.01

0330.07

PREFINISHED METAL PANEL

A3.3
16

T.O. APP BAY CMU
116' - 0"

45

T.O. FRAMING
120' - 4"

CONC. TILE ROOFING
WATER PROOFING MEMBRANE
1/2" PLYWOOD DECK

METAL GUTTER

METAL FASCIA

CEMENT PLASTER
SOFFIT

12
3

CEMENT PLASTER

UPWARD ACTING SECTIONAL DOOR
AND TRACK

FACE OF PIER BEYOND

REINFORCED CONC.
APRON, S.C.D.

METAL FRAMING

 METAL DECK

REINFORCED CONC.
SLAB ON GRADE

APPARATUS
BAY
101

WF BEAM BEYOND

METAL VENT CONT.

SLOPE PERIMETER APP BAY F.F
99' - 9"

METAL COPING

METAL FLASHING

METAL STUD PARAPET WALL

8' - 1 1/2" 4' - 0"

A4.5
1

A4.5
12

116'-4"
T.O. STEEL

PREFINISHED METAL PANEL

CMU WALL

FIRST F.F.
100' - 0"

T.O.  STEEL/CMU
124' - 0"

1

SECOND F.F.
114' - 0"

TOP OF CMU
111' - 11"

12
3

ALUM. PANEL - "GLAZED-IN"
STOREFRONT SYSTEM

5/8" GYP. BOARD
O/ 3 5/8" MTL.

STUD WALL

PRECAST
CONC. SILL

PRECAST
CONC. CAP

STONE TILE THINSET
O/ CONC. WALL

FLOW THROUGH
PLANTER, S.C.D.

5/8" GYP. BOARD
O/ 7/8" MTL. FURRING

CONFERENCE
114

OFFICER 2
213

FACE OF PIER BEYOND

ALUM. SILL

FIRE SAFING

ALUMINUM STOREFRONT

ALUM. SILL

3' - 4"T.O. CAP

103'-4"

GYP. BOARD CEILING

4' - 0"

0610.37

0730.05

0610.28

0710.03 TWO LAYERS

0760.03

0760.38

0920.18

0540.01

0610.05

0720.18

0740.15

0540.02

0920.28

0920.28

0530.04

0780.05

4
A3.5

SIM.

T.O.  STEEL/CMU
124' - 0"

C

SECOND F.F.
114' - 0"

T.O. STEEL
116' - 2"

FLAT CONC. TILE ROOFING
O/ WATER PROOFING MEMBRANE

O/ 1/2" PLYWOOD DECK 12
3

METAL GUTTER

RAKE TRIM BEYOND

FF2
203

WF BEAM BEYOND

ACOUSTICAL MTL. DECK
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O/ SLOPED RIGID INSULATION

SLOPE

APPARATUS
BAY
101

WF BEAM BEYOND

CEMENT PLASTER O/ 2"
METAL FURRING

1-1/2" INSULATION BOARD

8" CMU WALL

GYP. BOARD CEILING

5/8" GYP. BOARD
 ON 7/8" FURRING

PERIMETER APP BAY F.F
99' - 9"

GYP. BOARD CEILING

CONT. SOFFIT VENT
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KEYNOTES
0330.07 CONCRETE FOOTING (RE: STRUCTURAL)
0530.04 3" METAL ROOF DECK (RE: STRUCTURAL)
0540.01 COLD-FORMED METAL FRAMING
0540.02 6" METAL STUDS AT 16" O.C.
0610.05 1/2" EXTERIOR GRADE PLYWOOD
0610.28 1" x 3" CEDAR BATTEN
0610.37 1 X 2 ROOF BATTEN
0710.03 15 LB. ASPHALT FELT
0720.18 6 1/4" BATT INSULATION, R-22
0730.05 CONCRETE FLAT ROOF TILES
0740.15 PREFINISHED ALUMINUM COMPOSITE PANEL

SYSTEM

0760.03 PREFINISHED METAL GUTTER
0760.38 BRAKE METAL FASCIA
0780.05 PENETRATION FIRESTOPPING
0920.18 1" PORTLAND CEMENT STUCCO ON METAL

LATH

0920.28 5/8" GYPSUM BOARD (TYPE X)
3290.01 LANDSCAPE BED

 1/2" = 1'-0"2 WALL SECTION
 1/2" = 1'-0"1 WALL SECTION

 1/2" = 1'-0"3 WALL SECTION
 1/2" = 1'-0"4 WALL SECTION
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FOAM BAND

T.O. STEEL/CMU
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0550.99

0610.37

0710.03
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0720.19

0420.14

0720.18

0920.13

2210.14
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0710.03 TWO LAYERS
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9 1/2"

5
A3.3

FLANGE

0890.01

FLANGE

2" PIPE EXTENSION
AT OVERFLOW DRAIN

2210.13
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0420.230420.23

0610.04

0530.04
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0750.08
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0750.01

0750.02 0610.04
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0420.23

0770.02

SLOPE 1"

0920.36

0420.14

0710.01

0720.18

0920.18

0770.01

K

2'-0"
ROOF EAVE

0730.05

0610.28

0710.03 TWO LAYERS

0610.37

0550.99

0540.01

0760.03

0920.50

0920.51

0760.38

0610.05

0920.18 0920.23
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T.O. MASONRY
120' - 0"

0510.04
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SLOPE 1"0770.01
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0530.04
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0750.01

0420.14

0790.01

0760.07

T.O. APP BAY CMU
116' - 0"

0790.01

0610.04

SLOPE
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0610.05

0540.01

0610.05

0730.05

0610.37

0770.03

0790.02
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KEYNOTES
0320.02 STEEL REINFORCING (RE: STRUCTURAL)
0420.14 8" CONCRETE MASONRY UNITS
0420.23 CONCRETE MASONRY BOND BEAM
0510.04 STEEL ANGLE (RE: STRUCTURAL)
0530.02 2" METAL DECK (RE: STRUCTURAL)
0530.04 3" METAL ROOF DECK (RE: STRUCTURAL)
0540.01 COLD-FORMED METAL FRAMING
0540.02 6" METAL STUDS AT 16" O.C.
0550.99 6" x 2" H. NOTCH AT EACH METAL BLOCK,

TYPICAL

0610.04 2X PRESSURE TREATED WOOD BLOCKING
0610.05 1/2" EXTERIOR GRADE PLYWOOD
0610.06 5/8" EXTERIOR GRADE PLYWOOD
0610.08 2 LAYERS 3/4" EXTERIOR GRADE PLYWOOD

BLOCKING

0610.28 1" x 3" CEDAR BATTEN
0610.37 1 X 2 ROOF BATTEN
0710.01 BITUMINOUS DAMPPROOFING
0710.03 15 LB. ASPHALT FELT
0710.05 WATER PROOFING MEMBRANE
0710.08 DAMPROOFING MASTIC
0720.09 1/2" RIGID INSULATION COVERBOARD
0720.18 6 1/4" BATT INSULATION, R-22
0720.19 1 1/2" MINERAL FIBER INSULATION BOARD
0725.05 SEALANT
0730.05 CONCRETE FLAT ROOF TILES
0730.06 CONCRETE FLAT ROOF RIDGE TILES
0730.07 CONCRETE FLAT ROOF RAKE TILES
0740.03 PREFINISHED METAL WALL / SOFFIT PANEL

WITH REVEALS

0740.15 PREFINISHED ALUMINUM COMPOSITE PANEL
SYSTEM

0750.01 ROOFING BASE FLASHING SYSTEM
0750.02 EXTEND BASE FLASHINGS TO OUTSIDE FACE

OF BLOCKING

0750.03 4" CANT
0750.08 EPDM MEMBRANE ROOFING SYSTEM
0750.11 HEAT-WELDED LAP
0760.03 PREFINISHED METAL GUTTER
0760.04 6" PREFINISHED METAL DOWNSPOUT
0760.07 HOT-DIPPED GALVANIZED METAL OVERFLOW

SCUPPER (8" H X 12" W CLEAR) WITH
PREFINISHED METAL FACING

0760.10 GALVANIZED STRAP
0760.29 PREFINISHED METAL FLASHING & COUNTER

FLASHING

0760.38 BRAKE METAL FASCIA
0770.01 PREFINISHED METAL COPING SYSTEM
0770.02 CONTINUOUS CLEAT
0770.03 PREFORMED PREFINISHED METAL FLASHING

WITH ALL SEAMS WELDED WATERTIGHT

0770.04 PREFINISHED METAL REGLET WITH SEALANT
AND COUNTERFLASHING

0770.05 GALVANIZED REGLET WITH SEALANT AND
COUNTERFLASHING

0770.06 PRE-MANUFACTURED PIPE SUPPORT AT 4'-0"
O.C. (STACK AS REQUIRED)

0770.07 PREFABRICATED EQUIPMENT SUPPORT
0770.08 EQUIPMENT CURB WITH GALVANIZED

COUNTERFLASHING

0770.11 WALK PAD. SET IN ASPHALT
0770.16 4 LB. LEAD FLASHING. SET IN PLASTIC

CEMENT AND EXTEND 2'-0" FROM DRAIN

0770.22 PIPE UMBRELLA WITH SEALANT
0790.01 SEALANT WITH BACKER ROD AS REQUIRED
0790.02 CAULKING
0890.01 PREFINISHED FIXED ALUMINUM LOUVER

(WITH INSECT SCREEN)

0890.08 4" ALUMINUM VENT SCREED
0890.09 PRE FABRICATED METAL ROOF VENT
0920.01 1 5/8" METAL STUDS (20 GAUGE MINIMUM) AT

16" O.C.

0920.13 2 1/2" METAL C-H STUDS AT 2'-0" O.C.
0920.18 1" PORTLAND CEMENT STUCCO ON METAL

LATH

0920.23 ALUMINUM "F" REGLET
0920.36 J-MOULD, TYPICAL
0920.50 WIND CLIP WHEN REQUIRED
0920.51 METAL EAVE RISER STRIP/CLOSURE (WITH

WEEP HOLES FOR DRAINAGE)

2210.02 PIPE SLEEVE AND SEAL
2210.10 GREASE INTERCEPTOR
2210.13 ROOF DRAIN / OVERFLOW ROOF DRAIN
2210.14 3" ROOF DRAIN PIPING
2310.01 GAS PIPING (PAINT WHERE EXPOSED)
2330.03 MOTORIZED DAMPER
2350.01 METAL FLUE WITH BASE AND COLLAR
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 1 1/2" = 1'-0"4 ROOF EAVE DETAIL
 1 1/2" = 1'-0"1 ROOF RIDGE DETAIL

 1 1/2" = 1'-0"14 FLASHING-ROOF TO WALL

 1 1/2" = 1'-0"6 PLUMBING VENT
 1 1/2" = 1'-0"7 ROOF DETAIL @ RAFTERS

 1 1/2" = 1'-0"8 ROOFTOP CURB
 1 1/2" = 1'-0"5 DORMER VENT SECTION

 1 1/2" = 1'-0"9 DORMER VENT ELEVATION
 1 1/2" = 1'-0"10 ROOF DRAIN

 1 1/2" = 1'-0"13 MECHANICAL ROOF CURB

 1 1/2" = 1'-0"2 RAKE FLASHING DETAIL

 1 1/2" = 1'-0"11 PIPE SUPPORT
 1 1/2" = 1'-0"12 HOODED PAN CONDUITE PIPE

 1 1/2" = 1'-0"17 PARAPET WALL DETAIL

 1 1/2" = 1'-0"3 ROOF EAVE DETAIL-LOBBY

 1 1/2" = 1'-0"15 DIVIDER WALL AT ROOF
 1 1/2" = 1'-0"16 PARAPET WALL AT APP BAY



0530.04

0530.04

0720.09

0750.03

0750.01

0530.04

0530.04

0720.09

0750.03

0750.01

TOP OF PARAPET

0770.01

0420.14

0740.03

0740.03

8 EQUAL SPACES

2' - 0"

R1=1'- 0 1/8"

1-1/2" DIA PIPE
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KEYNOTES
0420.14 8" CONCRETE MASONRY UNITS
0510.06 STEEL LINTEL / PLATE (RE: STRUCTURAL)
0520.01 STEEL JOIST (RE: STRUCTURAL)
0530.02 2" METAL DECK (RE: STRUCTURAL)
0530.04 3" METAL ROOF DECK (RE: STRUCTURAL)
0550.33 METAL LADDER
0610.04 2X PRESSURE TREATED WOOD BLOCKING
0720.09 1/2" RIGID INSULATION COVERBOARD
0720.11 TAPERED INSULATION CRICKET
0720.18 6 1/4" BATT INSULATION, R-22
0720.19 1 1/2" MINERAL FIBER INSULATION BOARD
0740.03 PREFINISHED METAL WALL / SOFFIT PANEL

WITH REVEALS

0750.01 ROOFING BASE FLASHING SYSTEM
0750.03 4" CANT
0750.07 2-PLY MODIFIED BITUMEN MEMBRANE

ROOFING SYSTEM

0760.02 THROUGH-WALL FLASHING (WITH WEEPS AT
2'-0" O.C.)

0760.07 HOT-DIPPED GALVANIZED METAL OVERFLOW
SCUPPER (8" H X 12" W CLEAR) WITH
PREFINISHED METAL FACING

0760.21 GALVANIZED METAL GRAVEL GUARD
0770.01 PREFINISHED METAL COPING SYSTEM
2210.13 ROOF DRAIN / OVERFLOW ROOF DRAIN
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 1 1/2" = 1'-0"1 ROOF LADDER

 1 1/2" = 1'-0"2 OVERFLOW SCUPPER  DETAIL



DOOR NOTES
1. OPENING SIZE IN THE SCHEDULE REFERS TO FINISHED OPENING OF THE DOOR FRAME.

2. UNDERCUT AT DOORS SHALL BE 1/2" MAXIMUM UNLESS OTHERWISE NOTED. UNDERCUT AT 2O MINUTE DOORS 3/8".
UNDERCUT AT NON-RATED TOILET DOORS 3/4".

3. ALL DOORS ARE TYPICAL 1-3/4" THICK UNLESS OTHERWISE NOTED IN THE DOOR SCHEDULE "NOTES" COLUMN.

4. PER CBC SECTION 1008. 1.9.1 HARDWARE: DOOR HANDLES, PULLS, LATCHES, LOCKS AND OTHER OPERATING DEVICES ON DOORS
REQUIRED TO BE ACCESSIBLE BY CHAPTER 11A OR 11B SHALL NOT REQUIRE TIGHT GRASPING, TIGHT PINCHING OR TWISTING OF
THE WRIST TO OPERATE.

5. PER CBC SECTION 1008. 1.9.2 HARDWARE HEIGHT: DOOR HANDLES, PULLS, LATCHES, LOCKS AND OTHER OPERATING DEVICES SHALL
BE INSTALLED 34 INCHES MINIMUM AND 48 INCHES MAXIMUM ABOVE THE FINISHED FLOOR. LOCKS USED ONLY FOR SECURITY
PURPOSES AND NOT USED FOR NORMAL OPERATION ARE PERMITTED AT ANY HEIGHT.

6. THE DOORS SHALL HAVE AN APPROVED LABEL OR LISTING MARK INDICATING THE FIRE PROTECTION RATING, WHICH IS
PERMANENTLY AFFIXED AT THE FACTORY WHERE FABRICATION AND ASSEMBLY ARE DONE.  PERIODIC INSPECTIONS SHALL
BE MADE BY AN APPROVED INSPECTION AGENCY DURING FABRICATION AND ASSEMBLY. LABELS FOR FIRE DOORS USED TO
PROTECT OPENINGS INTO EXIT ENCLOSURES SHALL INDICATE THAT THE TEMPERATURE RISE ON THE UNEXPOSED
SURFACE DOES NOT EXCEED 450  DEGREE FAHRENHEIT ABOVE AMBIENT AT THE END OF 30 MINUTE OF THE FIRE
EXPOSURE SPECIFIED IN THE UBC STANDING 7'-2" TO SHOW COMPLIANCE WITH SEC 1005.3. OVERSIZED FIRE DOORS MAY BE
INSTALLED WHEN APPROVED BY THE BUILDING OFFICIAL. THE DOORS SHALL BE LABELED OR BE FURNISHED WITH
CERTIFICATE OF INSPECTION FROM THE APPROVED AGENCY.

7. PER CBC SECTION 1008.1.1 SIZE OF DOORS: THE MINIMUM WIDTH OF EACH DOOR OPENING SHALL BE SUFFICIENT FOR THE
OCCUPANT LOAD THEREOF AND SHALL PROVIDE A CLEAR WIDTH OF 32 INCHES. CLEAR OPENINGS OF DOORWAYS WITH
SWINGING DOORS SHALL BE MEASURED BETWEEN THE FACE OF THE DOOR AND THE STOP, WITH THE DOOR OPEN 90 DEGREES.
WHERE THIS SECTION REQUIRES A MINIMUM CLEAR WIDTH OF 32 INCHES AND A DOOR OPENING INCLUDES TWO DOOR LEAVES
WITHOUT A MULLION, ONE LEAF SHALL PROVIDE A CLEAR OPENING WIDTH OF 32 INCHES. THE MAXIMUM WIDTH OF A SWINGING DOOR
LEAF SHALL BE 48 INCHES NOMINAL. MEANS OF EGRESS DOORS IN A GROUP I-2 OCCUPANCY USED FOR THE MOVEMENT OF BEDS
AND LITTER PATIENTS SHALL PROVIDE A CLEAR WIDTH NOT LESS THAN 44 INCHES. THE HEIGHT OF DOOR OPENINGS SHALL NOT BE
LESS THAN 80 INCHES.

8. PER CBC SECTION 11B-404.2.7 DOOR AND GATE HARDWARE: HANDLES, PULLS LATCHES, LOCKS, AND OTHER OPERABLE
PARTS ON DOORS AND GATES SHALL COMPLY WITH CBC SECTION 11B-309.4. OPERABLE PARTS OF SUCH HARDWARE SHALL
BE 34 INCHES MINIMUM AND 44 INCHES MAXIMUM ABOVE THE FINISH FLOOR OR GROUND. WHERE SLIDING DOORS ARE IN THE
FULLY OPEN POSITION, OPERATING HARDWARE SHALL BE EXPOSED AND USABLE FROM BOTH SIDES.

9. PER CBC SECTION 11B-404.2.8.1 DOOR CLOSER AND GATE CLOSERS: DOOR CLOSERS AND GATE CLOSERS SHALL BE ADJUSTED
 SO THAT FROM AN OPEN POSITION OF 90 DEGREES, THE TIME REQUIRED TO MOVE THE DOOR TO A POSITION OF 12 DEGREES

FROM THE LATCH IS 5 SECONDS MINIMUM.

10. PER CBC 11B-404.2.10: THE BOTTOM 10" OF THE DOOR SHALL HAVE A SMOOTH, UNINTERRUPTED SURFACE TO ALLOW THE
DOOR TO BE OPENED BY A WHEELCHAIR FOOTREST WITHOUT CREATING A TRAP OR HAZARDOUS CONDITIONS.

FIRE RATED:

11. SEE DOOR SCHEDULE FOR THE REQUIRED FIRE-RATING OF THE (N) FIRE RATED DOORS PER CBC TABLE 715.4.

12. DOORS SHALL HAVE A MAXIMUM OPENING FORCE OF 5 LBF  FIRE DOORS SHALL HAVE MAXIMUM OPENING FORCE NOT THE
EXCEED 15 LBF.

DOOR CLOSER PRESSURE
ALL NEW DOORS TO MEET THE FOLLOWING MAX. DOOR PRESSURE CRITERIA

(A) 5.0 LBS - INTERIOR
(B) 5.0 LBS - EXTERIOR
(C) 15.0 LBS - FIRE*

* UP TO 15 LBS MAX FORCE ( THE LOWEST FORCE POSSIBLE TO BE USED) NECESSARY FOR DOOR TO CLOSE AND LATCH IN A FIRE
CONDITION.

* THE SWEEP PERIOD OF THE CLOSER SHALL BE ADJUSTED SO THAT FROM AN OPEN POTION OF 70 DEGREES THE DOOR WILL TAKE
AT LEAST 3 SECONDS TO MOVE TO A POINT 3"  FROM THE LATCH, MEASURED TO THE LEADING EDGE OF THE DOOR.

TEMPERED GLAZING:

PER CBC SECTION 2406.4 THE FOLLOWING SHALL BE CONSIDERED SPECIFIC HAZARDOUS LOCATIONS FOR THE PURPOSES OF GLAZING:

1. GLAZING IN INGRESS AND EGRESS DOORS EXCEPT JALOUSIES.
2. GLAZING IN FIXED AND SLIDING PANELS OF SLIDING DOOR ASSEMBLIES AND PANELS IN SWINGING DOORS OTHER THAN WARDROBE

DOORS.
3. GLAZING IN AN INDIVIDUAL FIXED OR OPERABLE PANELS ADJACENT TO A DOOR WHERE THE NEAREST EXPOSED EDGE OF THE GLAZING IS

WITHIN A 24-INCH ARC OF EITHER VERTICAL EDGE OF THE GLAZING IS LESS THAN 60 INCHES ABOVE THE WALKING SURFACE.
4. GLAZING IN AN INDIVIDUAL FIXED OR OPERABLE PANEL, THAT MEETS ALL OF THE FOLLOWING CONDITIONS:
          4.1 EXPOSED AREA OF AN INDIVIDUAL PANE GREATER THAN 9 SQUARE FEET.
          4.2 EXPOSED BOTTOM EDGE LESS THAN 18" INCHES ABOVE THE FLOOR.
          4.3 EXPOSED TOP EDGE GREATER THAN 36" INCHES ABOVE THE FLOOR.
          4.4 ONE OR MORE WALKING SURFACES WITHIN 36 INCHES HORIZONTALLY OF THE PLANE OF THE GLAZING.

GLAZING NOTES

2" 2"

2" 4"

2" 2"

A
HOLLOW METAL

B
HOLLOW METAL

C
HOLLOW METAL

T

7'
 -

 0
"

7'
 -

 0
"

FINISH FLOORFINISH FLOOR

DOOR TYPE A
HOLLOW METAL

DOOR TYPE G
STOREFRONT

RE: SCHED.

(INTERIOR)

DOOR TYPE B
HOLLOW METAL

RE: SCHED.

LOUVER

RE: SCHED. RE: SCHED.RE: SCHED.

DOOR TYPE F
SOLID CORE

RE: SCHED.

SINGLE LITE

DOOR TYPE C
HOLLOW METAL

RE: SCHED.

DOOR TYPE D
SOLID CORE

DOOR TYPE E
SOLID CORE

RE: SCHED.

LOUVER

T TT

RE: SCHED.

DOOR TYPE H
SOLID CORE

T
SPECIAL HARDWARE
MOUNTING HEIGHT

HALF LITE

4'
 -

 0
"

FIRST F.F.
100' - 0"

SECOND F.F.
114' - 0"

2'
 -

 6
"

6'
 -

 0
"

2'
 -

 0
"

2'
 -

 0
"

4'
 -

 0
"

2'
 -

 4
"

TOP OF CMU
111' - 11"

X
X

/A
4.

3

XX/A4.3

X
X

/A
4.

3

XX/A4.3

X
X

/A
4.

3
X

X
/A

4.
3

XX/A4.3

FIXED

OUT-SWING
CASEMENT
(EGRESS)

FIXED

FIXED

PROJECT-OUT

3'
 -

 8
"

4' - 8"

2' - 4" 2' - 4"

FIRST F.F.
100' - 0"

7' - 6"

3' - 9" 3' - 9"

TOP OF CMU
111' - 11"

XX/A4.2

7'
 -

 2
"

6"
3'

 -
 4

"

X
X

/A
4.

2
X

X
/A

4.
2

FIRST F.F.
100' - 0"

7' - 6"

3' - 9" 3' - 9"

X
X

/A
4.

2

XX/A4.2

X
X

/A
4.

2

3'
 -

 4
"

X
X

/A
4.

2

6"
7'

 -
 2

"

FIRST F.F.
100' - 0"

2' - 8"

X
X

/A
4.

3
X

X
/A

4.
3

XX/A4.3

1'
 -

 6
"

3'
 -

 0
"

FIXED

PROJECT- OUT

3'
 -

 8
"

FIRST F.F.
100' - 0"

3' - 0"

X
X

/A
4.

3
X

X
/A

4.
3

4'
 -

 4
"

6'
 -

 2
"

1'
 -

 6
"

4'
 -

 8
"XX/A4.3

FIXED

PROJECT- OUT

FIRST F.F.
100' - 0"

XX/A4.3

2' - 8"

X
X

/A
4.

3
X

X
/A

4.
3

3'
 -

 2
"

5'
 -

 0
"

FIRST F.F.
100' - 0"

SECOND F.F.
114' - 0"

4' - 6"

TOP OF CMU
111' - 11"

X
X

/A
4.

3
X

X
/A

4.
3

6'
 -

 2
"

2'
 -

 2
"XX/A4.3

PROJECT- OUT

FIRST F.F.
100' - 0"

SECOND F.F.
114' - 0"

4' - 0"

TOP OF CMU
111' - 11"

FIXED

X
X

/A
4.

3
X

X
/A

4.
3

5'
 -

 0
"

3'
 -

 6
"

XX/A4.3

FIRST F.F.
100' - 0"

SECOND F.F.
114' - 0"

2' - 8"

X
X

/A
4.

3OUT-SWING
(CASEMENT
EGRESS)

X
X

/A
4.

3

3'
 -

 6
"

3'
 -

 8
"XX/A4.3

5' - 4"

PERIMETER APP BAY F.F.
99' - 9"

X
X

/A
4.

3
X

X
/A

4.
3

2'
 -

 8
"

11
' -

 7
"

XX/A4.3

FIXED

1 1/2"

4"

3" 3"

8'
 -

 0
"

PERIMETER APP BAY F.F.
99' - 9"

DOOR TYPE I
OVERHEAD SECTIONAL

ALUM. FRAME

ALUM. PANEL

VISION TEMP. GLASS

FIRST F.F.
100' - 0"

2' - 8"

FIXED

PROJECT- OUT

X
X

/A
4.

3
X

X
/A

4.
3

XX/A4.3

1'
 -

 6
"

3'
 -

 6
"

3'
 -

 2
"

PER CBC SECTION 1029.2 MINIMUM SIZE: EMERGENCY ESCAPE AND RESCUE OPENINGS SHALL HAVE A MINIMUM NET CLEAR OPENING OF
5.7 SQUARE FEET.

PER CBC SECTION 1029.2.1 MINIMUM DIMENSIONS: THE MINIMUM NET CLEAR OPENING HEIGHT DIMENSION SHALL BE 24 INCHES. THE
MINIMUM NET CLEAR OPENING WIDTH DIMENSION SHALL BE 20 INCHES. THE NET CLEAR OPENING DIMENSIONS SHALL BE THE RESULT OF
NORMAL OPERATION OF THE OPENING.

PER CBC SECTION 1029.3 MAXIMUM HEIGHT FROM FLOOR: EMERGENCY ESCAPE AND RESCUE OPENINGS SHALL HAVE THE BOTTOM OF
THE CLEAR OPENING NOT GREATER THAN 44 INCHES MEASURED FROM THE FLOOR.

CBC SECTION 1029
EMERGENCY ESCAPE AND RESCUE
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DOOR SCHEDULE &
WINDOW SCHEDULE
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KEYNOTES

 1/4" = 1'-0"

DOOR FRAME TYPES
 1/4" = 1'-0"

DOOR TYPES

 1/4" = 1'-0"

WINDOW TYPES

ABCDEGHK IJ F
LOBBYKITCHENSTAIRS

JANITOR/RESTROOMS
/LAUNDRY/ OFFICE 2 FIREFIGHTERS BEDROOMS APP BAYS WATCH ROOM APP BAY INTERIOR
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DOOR SCHEDULE

DOOR
NUMBER DESCRIPTION

DOOR FRAME DETAILS DETAILS DETAILS

HDWR. SET REMARKS
SIZE SIZE

MTL. TYPE MTL. TYPE SILL JAMB HEADWIDTH HEIGHT
101A OVERHEAD 14' - 0" 14' - 0" AL I MFR. MFR. FRAME BY MANUFACTURER
101B OVERHEAD 14' - 0" 14' - 0" AL I MFR. MFR. FRAME BY MANUFACTURER
101C OVERHEAD 14' - 0" 14' - 0" AL I MFR. MFR. FRAME BY MANUFACTURER
101D OVERHEAD 14' - 0" 14' - 0" AL I MFR. MFR. FRAME BY MANUFACTURER
101E SINGLE 3' - 0" 7' - 0" HM A HM A
101F SINGLE 3' - 0" 7' - 0" HM A HM A
102 SINGLE 3' - 0" 7' - 0" SC D HM B
103 SINGLE 3' - 0" 7' - 0" SC E HM
104 SINGLE 3' - 0" 7' - 0" HM B HM B
105A SINGLE 4' - 8" 8' - 0" HM A HM A WITH TEMPERED SIDELIGHT
105B SINGLE 4' - 8" 8' - 0" SC D HM A WITH TEMPERED SIDELIGHT
106 SINGLE 2' - 6" 7' - 0" SC D SC B
107 SINGLE 3' - 0" 7' - 0" SC D HM B
108 SINGLE 3' - 0" 7' - 0" SC D HM B
109 SINGLE 3' - 0" 7' - 0" HM C HM C
111 SINGLE 3' - 0" 7' - 0" SC D HM B
112 STOREFRONT 3' - 6" 7' - 0" AL G AL WINDOW C
114 SINGLE 3' - 0" 7' - 0" SC D HM B
115 SINGLE 3' - 0" 7' - 0" SC E HM B
116 SINGLE 3' - 0" 7' - 0" HM A HM C
117 SINGLE 3' - 0" 7' - 0" HM B HM B
118 SINGLE 3' - 0" 7' - 0" HM B HM B
201 SINGLE 3' - 0" 7' - 0" SC D HM B
202 SINGLE 3' - 0" 7' - 0" SC D HM B
203 SINGLE 3' - 0" 7' - 0" SC D HM B
204 SINGLE 3' - 0" 7' - 0" SC D HM B
205 SINGLE 3' - 0" 7' - 0" SC D HM B
206 SINGLE 3' - 0" 7' - 0" SC D HM B
207 SINGLE 3' - 0" 7' - 0" HM H HM B SPECIAL HARDWARE
208 SINGLE 3' - 0" 7' - 0" SC E HM B
209 SINGLE 3' - 0" 7' - 0" SC E HM B
210 SINGLE 3' - 0" 7' - 0" SC E HM B
211A SINGLE 3' - 0" 7' - 0" SC E HM B
211B SINGLE 2' - 0" 7' - 0" SC D HM B
212A SINGLE 3' - 0" 7' - 0" SC E HM B
212B SINGLE 2' - 0" 7' - 0" SC D HM B
213 SINGLE 3' - 0" 7' - 0" SC D HM B
217 PAIR 2' - 6" 7' - 0" SC F HM B

LOBBY CONFERENCE ROOM/
OFFICERS BEDROOM

EXERCISE / DAYROOM



8'-0"
MASONRY OPENING

7'-6"
CLEAR OPENING

7'
-6

"
C

L
E

A
R

 O
P

E
N

IN
G

8'
-0

"
M

A
S

O
N

R
Y

 O
P

E
N

IN
G

H

K

3

7" 2' - 0"

3" 3"

2' - 7"

7"
2'

 -
 0

"
2'

 -
 0

"

3"
3"

7"

1A

1

6" METAL STUD FURRING

CEMENT PLASTER
O/ PAPER BACKED METAL LATH

9"

5/A4.2

4/A4.2

2/A4.2

FIRST FLOOR
100' - 0"

T.O LOBBY CMU
112' - 0"

A

B

C

K

B.O CMU
111' - 4"

SUSPENDED
CEILING

METAL PANEL
O/ 1/2" FURRING

1" INSL. GLASS

METAL PANEL
GLAZED-IN

1" INSL. GLASS

7'
 -

 2
"

-
6"

3'
 -

 4
"

-

PLASTER SOFFIT VENT

W8 BEAM BEYOND

3" METAL DECK, S.S.D.

CEMENT PLASTER SOFFIT

1B

7'-6"
CLEAR OPENING

METAL PANEL
GLAZED-IN
(ABOVE DOOR)

6" METAL STUD FURRING

CEMENT PLASTER
O/ PAPER BACKED METAL LATH

1C

7'-6"
CLEAR OPENING

METAL PANEL
O/ 1/2" METAL
FURRING

6" METAL STUD FURRING

CEMENT PLASTER
O/ PAPER BACKED METAL LATH

5/8" GYP. BOARD
O/ 7/8" METAL FURRING

8" CMU

SEALANT / BACKER ROD
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STOREFRONT DETAILS
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KEYNOTES

 1 1/2" = 1'-0"2 STOREFRONT DOOR PLAN
 1 1/2" = 1'-0"1 STOREFRONT DETAILS

 1 1/2" = 1'-0"4 STOREFRONT DOOR PLAN

 1 1/2" = 1'-0"5 STOREFRONT DOOR PLAN
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4'
-8

"
R

O
U

G
H

 O
P

E
N
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G

2'
-4

"
E

Q
2'

-4
"
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Q
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5'
-0
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2'
-8
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R
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G

4'
-8

"

5"

F

1

JAMB CONDITION 1

JAMB CONDITION  1

0920.18

0790.01

0920.20

GRID

JAMB CONDITION 1

FIXED

PROJECT-
OUT

FIXED

OUTSWING
CASEMENT

FIXED

SECOND FLOOR
114'-0"

0850.01

0720.19

0330.24

0420.14

0920.10

0920.28

0840.05

0840.14

0720.16

0920.01

0790.01

0790.01 0790.02

0710.08

0740.30

0710.05

0360.03

0320.04

0470.05

HEAD CONDITION 1

SILL CONDITION 1

1

6" METAL STUD

GYP. BOARD CEILING

OFFICER 1 / 2

6'
 -

 0
"

-
2'

 -
 6

"
-

2'
 -

 4
"

2'
 -

 3
"

FACE OF
PIER BEYOND

OUTSIDE INSIDE

0920.01

0420.14

0920.28

0920.10

0920.01

1220.05

0920.23

0920.18

0920.18

0710.08

0720.19

0710.05

0420.23

0790.01

0470.01

0850.01
3 1/2"

0320.04
0360.03

WHERE
OCCURS

HEAD CONDITION 2

GRID

GRID

JAMB CONDITION 2

0920.10

0920.28

0420.14

0720.19

0920.18

0850.02

0470.05

0920.01

0840.03
0840.14 0790.02

0790.01

0710.08

0710.05

0320.04

0360.03

3 1/2"

SILL CONDITION 6

GRID

PIER BEYOND

0930.13

0340.07

0920.10

0920.28

0420.14

0720.19

0920.18

0850.02

0470.05

0920.01

0840.03

0840.14

0790.02
0790.01

0710.08

0710.05

0320.04

0360.03

SILL CONDITION 2

GRID

0790.01

3"
1 

1/
2"

OUTSIDE INSIDE

0920.01

0420.14

0920.28

0920.10

0920.01

1220.05

0920.18

0710.08

0720.19

0710.05

0420.23

0790.01

0470.01

0850.01
5"

0320.04
0360.03

WHERE
OCCURS

HEAD CONDITION 2

GRID

PEIR BEYOND

METAL PANEL
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WINDOW & LOUVER DETAILS
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 1 1/2" = 1'-0"1 PLAN BLOW-UP-WINDOW TYPE A

 1 1/2" = 1'-0"7 JAMB DETAIL - WINDOW TYPES A + D

 1 1/2" = 1'-0"2 HEAD & SILL DETAILS - WINDOW TYPE A

KEYNOTES
0320.04 DOWEL SUPPORT
0330.24 CAST-IN-PLACE CONCRETE RETAINING WALL
0340.07 PRECAST CONC. CAP - THINSET O/

CONCRETE WALL

0360.03 FILL WITH GROUT
0420.14 8" CONCRETE MASONRY UNITS
0420.23 CONCRETE MASONRY BOND BEAM
0470.01 CAST STONE
0470.05 CAST STONE SILL WITH DRIP
0710.05 WATER PROOFING MEMBRANE
0710.08 DAMPROOFING MASTIC
0720.16 CONTINUOUS WATERPROOFING FINISH

COAT

0720.19 1 1/2" MINERAL FIBER INSULATION BOARD
0740.30 PREFINISH METAL SLOPING SILL WITH

CONTINOUS CLEAT AND SEALANT AT EDGES

0790.01 SEALANT WITH BACKER ROD AS REQUIRED
0790.02 CAULKING
0840.03 .060 ALUMINUM SILL WITH HEMMED AND

CLOSED ENDS

0840.05 CONTINUOUS ALUMINUM SILL FLASHING
0840.14 ALUMINUM LEGG SILL BY CURTAINWALL

MANUFACTURER

0850.01 FIXED ALUMINUM WINDOW
0850.02 OPERABLE ALUMINUM WINDOW
0920.01 1 5/8" METAL STUDS (20 GAUGE MINIMUM) AT

16" O.C.

0920.10 7/8" FURRING CHANNEL AT 16" O.C.
0920.18 1" PORTLAND CEMENT STUCCO ON METAL

LATH

0920.20 METAL LATH
0920.23 ALUMINUM "F" REGLET
0920.28 5/8" GYPSUM BOARD (TYPE X)
0930.13 PORCELAIN TILE VENEER THINSET ON

CONCRETE WALL

1220.05 MOTORIZED WINDOW SHADES

 1 1/2" = 1'-0"3 HEAD DETAIL - WINDOW TYPES E + G + J

 1 1/2" = 1'-0"4 JAMB DETAIL - WINDOW TYPES E + G + J

 1 1/2" = 1'-0"8 SILL DETAIL - WINDOW TYPE  D

 1 1/2" = 1'-0"5 SILL DETAIL - WINDOW TYPES E + G + J

WINDOWS A+D+E+G+J
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 1 1/2" = 1'-0"6 HEAD DETAIL - WINDOW TYPES D
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KEYNOTES
0320.04 DOWEL SUPPORT
0360.03 FILL WITH GROUT
0420.14 8" CONCRETE MASONRY UNITS
0420.18 12" CONCRETE MASONRY UNITS
0420.23 CONCRETE MASONRY BOND BEAM
0470.05 CAST STONE SILL WITH DRIP
0540.03 8" METAL STUDS AT 16" O.C.
0710.05 WATER PROOFING MEMBRANE
0710.08 DAMPROOFING MASTIC
0720.03 5 1/2" NATURAL FIBER INSULATION
0720.19 1 1/2" MINERAL FIBER INSULATION BOARD
0724.01 E.I.F.S. W/ R-5 INSULATION
0760.24 PREFINISHED METAL DRIP EDGE WITH FACTORY

WELDED SKIRT

0790.01 SEALANT WITH BACKER ROD AS REQUIRED
0840.03 .060 ALUMINUM SILL WITH HEMMED AND CLOSED

ENDS

0840.14 ALUMINUM LEGG SILL BY CURTAINWALL
MANUFACTURER

0850.01 FIXED ALUMINUM WINDOW
0850.02 OPERABLE ALUMINUM WINDOW
0920.01 1 5/8" METAL STUDS (20 GAUGE MINIMUM) AT 16" O.C.
0920.04 3 5/8" METAL STUDS (20 GAUGE MINIMUM) AT 16" O.C.
0920.10 7/8" FURRING CHANNEL AT 16" O.C.
0920.18 1" PORTLAND CEMENT STUCCO ON METAL LATH
0920.27 1/2" GYPSUM SHEATHING
0920.28 5/8" GYPSUM BOARD (TYPE X)
0920.52 CEMENT PLASTER SKIM COAT O/ CMU

 1 1/2" = 1'-0"12 SILL DETAIL - WINDOW TYPES I + K

 1 1/2" = 1'-0"4 HEAD DETAIL - WINDOW TYPES I + K

 1 1/2" = 1'-0"8 JAMB DETAIL - WINDOW TYPES I + K

 1 1/2" = 1'-0"2 HEAD DETAIL - WINDOW TYPE G
 1 1/2" = 1'-0"3 HEAD DETAIL - WINDOW TYPE H

WINDOWS F+H+I+K

 1 1/2" = 1'-0"6 JAMB  DETAIL - WINDOW TYPE G

 1 1/2" = 1'-0"10 SILL  DETAIL - WINDOW TYPE G
 1 1/2" = 1'-0"11 SILL  DETAIL - WINDOW TYPE H

 1 1/2" = 1'-0"7 JAMB DETAIL - WINDOW TYPE H
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 1 1/2" = 1'-0"1 HEAD DETAIL - WINDOW TYPES F

 1 1/2" = 1'-0"5 JAMB DETAIL - WINDOW TYPES F

 1 1/2" = 1'-0"9 SILL DETAIL - WINDOW TYPES F



B

3"

FACE OF TILE

MASONRY
OPENING

0830.17

0420.18

0930.03

0830.17

0830.18

0550.30

0330.01

0470.05

114'-0"

113'-9"
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DOOR DETAILS
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 1 1/2" = 1'-0"4 OH DOOR JAMB

 1 1/2" = 1'-0"1 OH DOOR HEAD

 1 1/2" = 1'-0"12 OH DOOR SILL

KEYNOTES
0320.01 DOWEL INTO CONCRETE SLAB
0320.04 DOWEL SUPPORT
0330.01 CONCRETE (RE: STRUCTURAL)
0330.02 CONCRETE SLAB (RE: STRUCTURAL)
0360.03 FILL WITH GROUT
0420.14 8" CONCRETE MASONRY UNITS
0420.18 12" CONCRETE MASONRY UNITS
0420.23 CONCRETE MASONRY BOND BEAM
0470.01 CAST STONE
0470.05 CAST STONE SILL WITH DRIP
0550.30 1/4" STEEL PLATE
0550.80 2" X 12" STEEL TUBE
0610.05 1/2" EXTERIOR GRADE PLYWOOD
0710.05 WATER PROOFING MEMBRANE
0710.08 DAMPROOFING MASTIC
0720.19 1 1/2" MINERAL FIBER INSULATION

BOARD

0724.01 E.I.F.S. W/ R-5 INSULATION
0790.01 SEALANT WITH BACKER ROD AS

REQUIRED

0790.09 JOINT SEALANT
0810.02 HOLLOW METAL FRAME
0810.05 JAMB ANCHOR (3 PER JAMB)
0810.06 HOLLOW METAL DOOR
0830.17 SECTIONAL DOOR
0830.18 SECTIONAL DOOR TRACK
0840.02 ALUMINUM STOREFRONT DOOR
0840.03 .060 ALUMINUM SILL WITH HEMMED

AND CLOSED ENDS

0870.01 METAL THRESHOLD. SET IN SEALANT
0920.01 1 5/8" METAL STUDS (20 GAUGE

MINIMUM) AT 16" O.C.

0920.04 3 5/8" METAL STUDS (20 GAUGE
MINIMUM) AT 16" O.C.

0920.10 7/8" FURRING CHANNEL AT 16" O.C.
0920.18 1" PORTLAND CEMENT STUCCO ON

METAL LATH

0920.23 ALUMINUM "F" REGLET
0920.28 5/8" GYPSUM BOARD (TYPE X)
0930.03 QUARRY TILE
0930.11 PORCELAIN TILE VENEER THINSET

ON PLASTER SCRATCH & BROWN
COAT

 1 1/2" = 1'-0"9 OH DOOR JAMB
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 1 1/2" = 1'-0"6 EXTERIOR DOOR JAMB - BLOCK

 1 1/2" = 1'-0"7 INTERIOR DOOR HEAD / JAMB - STUD

 1 1/2" = 1'-0"3 EXTERIOR DOOR HEAD - BLOCK

 1 1/2" = 1'-0"10 INTERIOR DOOR SILL

 1 1/2" = 1'-0"5 INTERIOR DOOR JAMB - BLOCK

 1 1/2" = 1'-0"2 INTERIOR DOOR  HEAD - BLOCK

 1 1/2" = 1'-0"11 EXTERIOR DOOR SILL (STOREFRONT)

 1 1/2" = 1'-0"13 OH DOOR JAMB

 1 1/2" = 1'-0"8 EXTERIOR DOOR SILL (HOLLOW METAL)

4

ABOVE
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STAIRS NOTES

1. PER CBC 11B-302.1: SURFACE IS STABLE, FIRM, AND SLIP RESISTANT.

2. PER CBC 11B-504.2 TREADS AND RISERS: ALL STEPS ON A FLIGHT OF STAIRS SHALL HAVE UNIFORM RISER
HEIGHTS AND UNIFORM TREAD DEPTHS. RISERS \ SHALL BE 4 INCHES HIGH MINIMUM AND 7 INCHES HIGH
MAXIMUM. TREADS SHALL BE 11 INCHES DEEP MINIMUM.

3. PER CBC 11B-504.3 OPEN RISERS: OPEN RISERS ARE NOT PERMITTED.

4. PER CBC 11B-504.4 TREAD SURFACE: STAIR TREADS SHALL COMPLY WITH CBC SECTION 11B-302. CHANGES
IN LEVEL ARE NOT PERMITTED.

5. PER CBC 11B-504.5 NOSINGS: THE RADIUS OF CURVATURE AT THE LEADING EDGE OF THE TREAD SHALL BE
1/2 IN MAXIMUM. NOSINGS THAT PROJECT BEYOND RISERS SHALL HAVE THE UNDERSIDE OF THE LEADING
EDGE CURVED OR BEVELED. RISERS SHALL BE PERMITTED TO SLOPE UNDER THE TREAD AT AN ANGLE OF
30 DEGREES MAXIMUM FROM VERTICAL. THE PERMITTED PROJECTION OF THE NOSING SHALL EXTEND 1 1/4
INCHES MAXIMUM FROM VERTICAL.

6. PER CBC 11B-504.7 WET CONDITIONS: STAIR TREADS AND LANDINGS SUBJECT TO WET CONDITIONS SHALL
BE DESIGNED TO PREVENT THE ACCUMULATION OF WATER.

7. PER CBC SECTION 1009.15: STAIRWAYS SHALL HAVE HANDRAILS ON EACH SIDE. PER CBC SECTION 1012.6:
WHERE HANDRAILS ARE NOT CONTINUOUS BETWEEN FLIGHTS, THE HANDRAILS SHALL EXTEND
HORIZONTALLY AT LEAST 12 INCHES BEYOND THE TOP RISER AND CONTINUE TO SLOPE FOR THE DEPTH
OF ONE TREAD BEYOND THE BOTTOM RISER. PER CBC SECTION 11B-505.10.3: AT THE BOTTOM OF A STAIR
FLIGHT, A HORIZONTAL EXTENSION OF A HANDRAIL SHALL BE 12 INCHES LONG MINIMUM AND A HEIGHT
EQUAL TO THAT OF THE SLOPING PORTION OF THE HANDRAIL AS MEASURED ABOVE THE STAIR NOSINGS.

8. PER CBC SECTION 11B-504.4.1 CONTRASTING STRIPE: INTERIOR STAIRS SHALL HAVE THE UPPER
APPROACH AND LOWER TREAD MARKED BY A STRIPE PROVIDING CLEAR VISUAL CONTRAST. EXTERIOR
STAIRS SHALL HAVE THE UPPER APPROACH AND ALL TREADS MARKED BY A STRIPE PROVIDING CLEAR
VISUAL CONTRAST. THE STRIPE SHALL BE A MINIMUM OF 2 INCHES WIDE TO A MAXIMUM OF 4 INCHES WIDE
PLACED PARALLEL TO, AND NOT MORE THAN 1 INCH FROM, THE NOSE OF THE STEP OR UPPER APPROACH.
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RE: PLANS AND SECTIONS FOR
TREAD DIMENSIONS, RISER
DIMENSIONS AND OVERALL STAIR
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KEYNOTES
0330.02 CONCRETE SLAB (RE: STRUCTURAL)
0330.26 LT. WT. CONCRETE OVER MTL. DECK (RE:

STRUCTURAL)

0420.14 8" CONCRETE MASONRY UNITS
0510.01 STEEL STRUCTURE (RE: STRUCTURAL)
0550.26 METAL PAN STAIR. FILL WITH CONCRETE
0550.29 STEEL TUBE STRINGER
0550.39 1 1/4" DIAMETER STANDARD STEEL PIPE

HANDRAIL (3'-0" HIGH U.N.O.)

0550.40 1 1/4" DIAMETER STANDARD STEEL PIPE
HANDRAIL WITH 3/8" PLATE STEEL BRACKETS
AT 5'-0" O.C. MAX.

0550.41 1 1/4" STANDARD STEEL PIPE GUARDRAIL
(3'-6" HIGH) TOP RAIL

0550.42 1 1/4" STANDARD STEEL PIPE HANDRAIL
0550.71 WARNING STRIPE
0550.80 2" X 12" STEEL TUBE
0550.81 1 1/4" DIAMETER STANDARD STEEL PIPE

GUARDRAIL POST

0550.82 1 1/4" DIAMETER STANDARD STEEL PIPE
BOTTOM RAIL

0570.10 3/4" DIAMETER SOLID STEEL VERTICAL
PICKET

0790.01 SEALANT WITH BACKER ROD AS REQUIRED
0920.02 2 1/2" METAL STUDS (20 GAUGE MINIMUM) AT

16" O.C.

0920.03 3 5/8" METAL STUDS (20 GAUGE MINIMUM) AT
8" O.C.

0920.04 3 5/8" METAL STUDS (20 GAUGE MINIMUM) AT
16" O.C.

0920.10 7/8" FURRING CHANNEL AT 16" O.C.
0920.28 5/8" GYPSUM BOARD (TYPE X)
0920.35 CORNER BEAD, TYPICAL
0920.36 J-MOULD, TYPICAL
0950.01 SUSPENDED ACOUSTICAL LAY-IN TILE

CEILING (2' X 2')

0950.09 CEILING CLOSURE SYSTEM

 1/4" = 1'-0"1 STAIRS - FIRST FLOOR
 1/4" = 1'-0"2 STAIRS - SECOND FLOOR

 1/4" = 1'-0"4 STAIRS - SECTION
 1/4" = 1'-0"5 STAIRS SECTION

 1/4" = 1'-0"6 STAIRS SECTION
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PLAN
NORTH

PLAN
NORTH

 1 1/2" = 1'-0"9 STAIR SECTION AT BOTTOM LANDING

 1 1/2" = 1'-0"7 STAIR-GUARDRAIL PLAN

 1 1/2" = 1'-0"3 WALL MOUNTED HANDRAIL

 1 1/2" = 1'-0"12 STAIR SECTION AT INTERMEDIATE LANDING
 1 1/2" = 1'-0"11 STAIR SECTION AT TOP LANDING

 1 1/2" = 1'-0"10 STAIR SECTION AT INTERMEDIATE POST
 1 1/2" = 1'-0"8 STAIR SECTION AT TOP LANDING
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KEYNOTES
0640.03 PLASTIC LAMINATE VENEER BASE CABINETS

WITH ADJUSTABLE SHELVES

0640.04 PLASTIC LAMINATE VENEER WALL CABINETS
WITH ADJUSTABLE SHELVES

0640.42 PLASTIC LAMINATE WARDROBE
0850.01 FIXED ALUMINUM WINDOW
0850.02 OPERABLE ALUMINUM WINDOW
0920.28 5/8" GYPSUM BOARD (TYPE X)
0960.13 4" RESILIENT BASE
0960.19 4" RUBBER BASE
1130.01 MICROWAVE
1130.02 REFRIGERATOR
1130.09 GAS RANGE
1130.12 RANGE HOOD
1230.19 SOLID SURFACE COUNTERTOP WITH 4" SPLASH

AS SHOWN

2650.04 PENDANT LIGHT FIXTURE

 1/4" = 1'-0"5 IE - KITCHEN 110
 1/4" = 1'-0"4 IE - KITCHEN 110

 1/4" = 1'-0"3 IE - KITCHEN 110
 1/4" = 1'-0"2 IE - KITCHEN 110

 1/4" = 1'-0"12 IE - FIREFIGHTER 203
 1/4" = 1'-0"13 IE - FIREFIGHTER 203

 1/4" = 1'-0"14 IE - FIREFIGHTER 203

 1/4" = 1'-0"7 IE - NIGHT WATCH 102
 1/4" = 1'-0"8 IE - NIGHT WATCH 102

 1/4" = 1'-0"9 IE - NIGHT WATCH 102
 1/4" = 1'-0"10 IE - NIGHT WATCH 102 1/4" = 1'-0"15 IE - FIREFIGHTER 203
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 1/4" = 1'-0"1 ENLARGED PLAN - KITCHEN & DINING 109

 1/4" = 1'-0"6 ENLARGED PLAN - NIGHT WATCH 102
 1/4" = 1'-0"11 ENLARGED PLAN -  FIREFIGHTER ROOM 203

PLAN
NORTH

PLAN
NORTH PLAN

NORTH

 1/4" = 1'-0"16 ENLARGED PLAN - DAY ROOM PLAN 108
PLAN

NORTH

 1/4" = 1'-0"17 IE - DAY ROOM 108
 1/4" = 1'-0"18 IE - DAY ROOM 108

 1/4" = 1'-0"19 IE - DAY ROOM 108
 1/4" = 1'-0"20 IE - DAY ROOM 108
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KEYNOTES
0420.14 8" CONCRETE MASONRY UNITS
0640.03 PLASTIC LAMINATE VENEER BASE CABINETS

WITH ADJUSTABLE SHELVES

0640.04 PLASTIC LAMINATE VENEER WALL CABINETS
WITH ADJUSTABLE SHELVES

0640.18 ADJUSTABLE SHELVING
0640.42 PLASTIC LAMINATE WARDROBE
0850.02 OPERABLE ALUMINUM WINDOW
0890.01 PREFINISHED FIXED ALUMINUM LOUVER

(WITH INSECT SCREEN)

0890.05 CLOTHES DRYER VENT WITH FLAP
0920.28 5/8" GYPSUM BOARD (TYPE X)
0930.01 CERAMIC TILE
0930.02 COVED CERAMIC TILE BASE
0960.13 4" RESILIENT BASE
0960.19 4" RUBBER BASE
1020.32 STAINLESS STEEL FRAMED MIRROR
1130.06 WASHING MACHINE
1130.07 CLOTHES DRYER
1230.19 SOLID SURFACE COUNTERTOP WITH 4"

SPLASH AS SHOWN

2240.01 WATER CLOSET. ORIENT FLUSH VALVE
TOWARDS ACCESSIBLE SPACE AT
ACCESSIBLE STALLS / RESTROOMS

2240.04 PORCELAIN LAVATORY
2240.09 SHOWER HEAD
2240.12 UTILITY SINK

 1/4" = 1'-0"2 IE - OFFICER 201
 1/4" = 1'-0"3 IE - OFFICER 201

 1/4" = 1'-0"4 IE - OFFICER 201
 1/4" = 1'-0"5 IE - OFFICER 201

 1/4" = 1'-0"7 IE-RESTROOM 211
 1/4" = 1'-0"8 IE-RESTROOM 211

 1/4" = 1'-0"9 IE - RESTROOM 211
 1/4" = 1'-0"10 IE-RESTROOM 211

 1/4" = 1'-0"12 IE - STORAGE 116
 1/4" = 1'-0"13 IE - STORAGE 116

 1/4" = 1'-0"14 IE - STORAGE 116
 1/4" = 1'-0"15 IE - STORAGE 116
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 1/4" = 1'-0"11 ENLARGED PLAN - STORAGE 116

 1/4" = 1'-0"1 ENLARGED PLAN - OFFICER ROOM 201

 1/4" = 1'-0"6 ENLARGED PLAN - RESTROOM 211

PLAN
NORTH

PLAN
NORTH

PLAN
NORTH

 1/4" = 1'-0"16 ENLARGED PLAN - LAUNDRY 209
PLAN

NORTH

 1/4" = 1'-0"17 IE - LAUNDRY 209
 1/4" = 1'-0"18 IE - LAUNDRY 209

 1/4" = 1'-0"19 IE - LAUNDRY 209
 1/4" = 1'-0"20 IE - LAUNDRY 209
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1 PER CBC SECTION 11B-306.3.3.1 MINIMUM REQUIRED DEPTH: AT LAVATORIES REQUIRED TO BE
ACCESSIBLE BY CBC SECTION 11B-213.3.4, THE KNEE CLEARANCE SHALL BE 27 INCHES (686 MM)
HIGH MINIMUM ABOVE THE FINISH FLOOR OR GROUND AT A DEPTH OF 8 INCHES (203 MM) HIGH
MINIMUM ABOVE THE FINISH FLOOR OR GROUND AT THE FRONT EDGE OF A COUNTER WITH A
BUILT-IN LAVATORY OR AT THE FRONT EDGE OF A WALL-MOUNTED LAVATORY FIXTURE.

2. PER CBC SECTION 11B-603.3 MIRRORS: MIRROS LOCATED ABOVE LAVATORIES OR COUNTERTOPS
SHALL BE INSTALLED WITH THE BOTTOM EDGE OF THE REFLECTING SURFACE 40 INCHES (1016 MM)
MAXIMUM ABOVE THE FINISH SLOOR OR GROUND. MIRRORS NOT LOCATED ABOVE LAVATORIES OR
COUNTERTOPS SHALL BE INSTALLED WITH THE BOTTOM EDGE OF THE REFLECTING SURFACE
35 INCHES (889 MM) MAXIMUM ABOVE THE FINISH FLOOR OR GROUND.

3. PER CBC SECTION 11B-603.4 COAT HOOKS, SHELVES AND MEDICINE CABINETS: COAT HOOKS
SHALL BE LOCATED WITHIN ONE OF THE REACH RANGES SPECIFIED IN SECTION 11B-308. SHELVES
SHALL BE LOCATED 40 INCHES (1016 MM) MINIMUM AND 48 INCHES (1118 MM) MAXIMUM ABOVE THE
FINISH FLOOR. MEDICINE CABINETS SHALL BE LOCATED WITH A USABLE SHELF NO HIGHER THAN
44 INCHES (1118 MM) MAXIMUM ABOVE THE FINISH FLOOR.

4. PER CBC SECTION 11B-603.5 ACCESSORIES: WHERE TOWEL OR SANITARY NAPKIN DISPENSERS,
WASTE RECEPTACLES, OR OTHER ACCESSORIES ARE PROVIDED IN TOILET FACILITIES, AT LEAST
ONE OF EACH TYPE SHALL BE LOCATED ON AN ACCESSIBLE ROUTE. ALL OPERABLE PARTS,
INCLUDING COIN SLOTS, SHALL BE 40 INCHES (1016 MM) MAXIMUM ABOVE THE FINISH FLOOR.

5. PER CBC SECTION 11B-605.2 HEIGHT AND DEPTH: URINALS SHALL BE THE STALL-TYPE OR THE
WALL-HUNG TYPE WITH THE RIM 17 INCHES (432 MM) MAXIMUM ABOVE THE FINISH FLOOR OR
GROUND. URINALS SHALL BE 13 1/2 INCHES (343 MM) DEEP MINIMUM MEASURED FROM THE OUTER
FACE OF THE URINAL RIM TO THE BACK OF THE FIXTURE.

6. PER CBC SECTION 11B-605.4 FLUSH CONTROLS: FLUSH CONTROLS SHALL BE HAND OPERATED OR
AUTOMATIC. HAND OPERATED FLUSH CONTROLS SHALL COMPLY WITH SECTION 11B-308 EXCEPT
THAT THE FLUSH CONTROL SHALL BE MOUNTED AT A MAXIMUM HEIGHT OF 44 INCHES (1118 MM)
ABOVE THE FINISH FLOOR.

7. PER CBC SECTION 11B-606.3 HEIGHT: LAVATORIES AND SINKS SHALL BE INSTALLED WITH THE FRONT
OF THE HIGHER OF THE RIM OR COUNTER SURFACE 34 INCHES (864) MAXIMUM ABOVE THE FINISH
FLOOR OR GROUND.

8. PER CBC SECTION 11B-606.5 EXPOSED PIPES AND SURFACES: WATER SUPPLY AND DRAIN PIPES
UNDER LAVATORIES AND SINKS SHALL BE INSULATED OR OTHERWISE CONFIGURED TO PROTECT
AGAINST CONTACT. THERE SHALL BE NO SHARP OR ABRASIVE SURFACES UNDER LAVATORIES AND
SINKS.

9. PER CBC SECTION 11B-606.7 SINK DEPTH: SINKS SHALL BE 6 1/2 INCHES (165 MM) DEEP MAXIMUM.

1. RESTROOMS SHALL BE ACCESSIBLE PER CBC SECTION 11B-603.

2. PER CBC 11B-604.2 LOCATION: THE WATER CLOSET SHALL BE POSITIONED WITH A WALL OR PARTITION TO THE REAR AND
TO ONE SIDE. THE CENTERLINE OF THE WATER CLOSET SHALL BE 17 INCHES (432 MM) MINIMUM TO 18 INCHES (457 MM) 
MAXIMUM FROM THE SIDE WALL OR PARTITION, EXCEPT THAT THE WATER CLOSET SHALL BE 17 INCHES (432 MM) 
MAXIMUM FROM THE SIDE WALL OR PARTITION IN THE AMBULATORY ACCESSIBLE TOILET COMPARTMENT SPECIFIED IN 
SECTION 11B-604.8.2. WATER CLOSETS SHALL BE ARRANGED FOR A LEFT-HAND OR RIGHT-HAND APPROACH.

3. PER CBC 11B-604.3.1 SIZE: CLEARANCE AROUND A WATER CLOSET SHALL BE 60 INCHES (1524 MM) MINIMUM MEASURED
PERPENDICULAR FROM THE SIDE WALL AND 56 INCHES (1422 MM) MINIMUM MEASURED PERPENDICULAR FROM THE
REAR WALL. A MINIMUM 60 INCHES (1524 MM) WIDE AND 48 INCHES (1219 MM) DEEP MANEUVERING SPACE SHALL BE
PROVIDED IN FRONT OF THE WATER CLOSET.

4. PER CBC 11B-604.3.2 OVERLAP: THE REQUIRED CLEARANCE AROUND THE WATER CLOSET SHALL BE PERMITTED TO
OVERLAP THE WATER CLOSET, ASSOCIATED GRAB BARS, DISPENSERS, SANITARY NAPKIN DISPOSAL UNITS, COAT
HOOKS, SHELVES, ACCESSIBLE ROUTES, CLEAR FLOOR SPACE AND CLEARANCES REQUIRED AT OTHER FIXTURES, AND
THE TURNING SPACE. NO OTHER FIXTURES OR OBSTRUCTIONS SHALL BE LOCATED WITHIN THE REQUIRED WATER
CLOSET CLEARANCE.

5. PER CBC 11B-604.8.1.1 SIZE: WHEELCHAIR ACCESSIBLE COMPARTMENTS SHALL BE 60 INCHES (1524 MM) WIDE MINIMUM
MEASURED PERPENDICULAR TO THE SIDE WALL, AND 56 INCHES (1422 MM) DEEP MINIMUM FOR FLOOR MOUNTED WATER
CLOSETS MEASURED PERPENDICULAR TO THE REAR WALL. WHEELCHAIR ACCESSIBLE COMPARTMENTS FOR CHILDREN'S
USE SHALL BE 60 INCHES (1524 MM) WIDE MINIMUM MEASURED PERPENDICULAR TO THE SIDE WALL, AND 59 INCHES
(1499 MM) DEEP MINIMUM FOR WALL HUNG AND FLOOR MOUNTED WATER CLOSETS MEASURED PERPENDICULAR TO THE
REAR WALL.

6. PER CBC 11B-604.8.1.1.1 MANEUVERING SPACE WITH IN-SWINGING DOOR: IN A WHEELCHAIR ACCESSIBLE COMPARTMENT
WITH AN IN-SWINGING DOOR, A MINIMUM 60 INCHES (1524 MM) WIDE BY 36 INCHES (914 MM) DEEP MANEUVERING SPACE
SHALL BE PROVIDED IN FRONT OF THE CLEARANCE REQUIRED IN SECTION 11B-604.8.1.1.

7. PER CBC 11B-6048.1.1.2 MANEUVERING SPACE WITH SIDE-OPENING DOOR: IN A WHEELCHAIR ACCESSIBLE
COMPARTMENT WITH A SIDE-OPENING DOOR, EITHER IN-SWINGING OR OUT-SWINGING, A MINIMUM 60 INCHES (1524 MM)
WIDE AND 60 INCHES (1524 MM) DEEP MANEUVERING SPACE SHALL BE PROVIDED IN FRONT OF THE WATER CLOSET.

8. PER CBC 11B-604.8.1.1.3 MANEUVERING SPACE WITH END OPENING DOOR: IN A WHEELCHAIR ACCESSIBLE
COMPARTMENT WITH AN END-OPENING DOOR (FACING THE WATER CLOSET), EITHER IN-SWINGING OR OUT-SWINGING, A
MINIMUM 60 INCHES (1524 MM) WIDE AND 48 INCHES (1219 MM) DEEP MANEUVERING SPACE SHALL BE PROVIDED IN
FRONT OF THE WATER CLOSET.

9. PER CBC 11B-604.8.1.2 DOORS: TOILET COMPARTMENT DOORS, INCLUDING DOOR HARWARE, SHALL COMPLY WITH
CBC SECTION 11B-404 EXCEPT THAT IF THE APPROACH OF FROM THE PUSH SIDE OF THE COMPARTMENT DOOR, CLEARANCE
BETWEEN THE DOOR SIDE OF THE COMPARTMENT AND ANY OBSTRUCTION SHALL BE 48 INCHES (1219 MM) MINIMUM
MEASURED PERPENDICULAR TO THE COMPARTMENT DOOR IN ITS CLOSED POSITION. DOOR SHALL BE LOCATED IN
FRONT PARTITION OR IN THE SIDE WALL OR PARTITION FARTHEST FROM THE WATER CLOSET. WHERE LOCATED IN THE
FRONT PARTITION, THE DOOR OPENING SHALL BE 4 INCHES (102 MM) MAXIMUM FROM THE FRONT PARTITION. THE DOOR
SHALL BE SELF-CLOSING. A DOOR PULL COMPLYING WITH CBC SECTION 11B-404.2.7 SHALL BE PLACED ON BOTH SIDES OF
THE DOOR NEAR THE LATCH. DOOR SHALL NOT SWING INTO THE CLEAR FLOOR SPACE OR  CLEARANCE REQUIRED FOR
ANY FIXTURE. DOORS MAY SWING INTO THAT PORTION OF MANEUVERING SPACE WHICH DOES NOT OVERLAP THE
CLEARANCE REQUIRED AT A WATER CLOSET.

10. PER CBC 11B-604.4 SEATS: THE SEAT HEIGHT OF A WATER CLOSET ABOVE THE FINISH FLOOR SHALL BE 17 INCHES
(432MM) MINIMUM AND 19 INCHES (483 MM) MAXIMUM TO THE TOP OF THE SEAT. SEATS SHALL NO BE SPRUNG TO RETURN
TO A LIFTED POSITION. SEATS SHALL BE 2 INCHES (51 MM) HIGH MAXIMUM.

11. PER CBC 11B-604.5.1 SIDE WALL: THE SIDE WALL GRAB BAR SHALL BE 42 INCHES (1067 MM) LONG MINIMUM, LOCATED 12
INCHES (305 MM) MAXIMUM FROM THE REAR WALL AND EXTENDING 54 INCHES (1372 MM) MINIMUM FROM THE REAR WALL
WITH THE FRONT END POSITIONED 24 INCHES (610 MM) MINIMUM IN FRONT OF THE WATER CLOSET.

12. PER CBC 11B-604.5.2 REAR WALL: THE REAR WALL GRAB BAR SHALL BE 36 INCHES (914 MM) LONG MINIMUM AND EXTEND
FROM THE CENTERLINE OF THE WATER CLOSET 12 INCHES (305 MM) MINIMUM ON ONE SIDE AND 24 INCHES (610 MM)
MINIMUM ON THE OTHER SIDE.

13. PER CBC 11B-604.6 FLUSH CONTROLS: FLUSH CONTROLS SHALL BE HAND OPERATED OR AUTOMATIC. HAND OPERATED
FLUSH CONTROLS SHALL COMPLY WITH CBC SECTION 11B-309 EXCEPT THEY SHALL BE LOCATED 44 INCHES (1118 MM)
MAXIMUM ABOVE THE FLOOR. FLUSH CONTROLS SHALL BE LOCATED ON THE OPEN SIDE OF THE WATER CLOSET EXCEPT
IN AMBULATORY ACCESSIBLE COMPARTMENTS COMPLYING WITH CBC SECTION 11B-604.8.2.

14. PER CBC 11B-604.7 DISPENSERS: TOILET PAPER DISPENSERS SHALL COMPLY WITH CBC SECTION 11B-309.4 AND SHALL BE
7 INCHES (178 MM) MINIMUM AND 9 INCHES (229 MM) MAXIMUM IN FRONT OF THE WATER CLOSET MEASURED TO THE
CENTERLINE OF THE DISPENSER, THE OUTLET OF THE DISPENSER SHALL BE BELOW THE GRAB BAR, 19 INCHES (483 MM)
MINIMUM ABOVE THE FINISH FLOOR AND SHALL NOT BE LOCATED BEHIND GRAB BARS. DISPENSERS SHALL NOT BE OF A
TYPE THAT CONTROLS DELIVERY OR THAT DOES NOT ALLOW CONTINUOUS PAPER FLOW.

15. PER CBC 11B-609.2.1 CIRCULAR CROSS SECTION: GRAB BARS WITH CIRCULAR CROSS SECTIONS SHALL HAVE AN OUTSIDE
DIAMETER OF 1 1/4' (32 MM) MINIMUM AND 2 INCHES (52 MM) MAXIMUM.

16. PER CBC 11B-609.3 SPACING: THE SPACE BETWEEN THE WALL AND THE GRAB BAR SHALL BE 1 1/2 INCHES (38 MM). THE
SPACE BETWEEN THE GRAB BAR AND PROJECTING OBJECTS BELOW AND AT THE ENDS SHALL BE 1 1.2" (38 MM) MINIMUM.
THE SPACE BETWEEN THE GRAB BAR AND PROJECTING OBJECTS ABOVE SHALL BE 12 INCHES (305 MM) MINIMUM.

17. CBC 11B-604.8.2 AMBULATORY ACCESSIBLE COMPARTMENTS

18. PER CBC 11B-604.8.2.1 SIZE: AMBULATORY ACCESSIBLE COMPARTMENTS SHALL HAVE A DEPTH OF 60 INCHES (1524 MM)
MINIMUM AND A WIDTH OF 35 INCHES (889 MM) MINIMUM AND 37 INCHES (940 MM) MAXIMUM.

19. PER CBC 11B-604.8.2.2 DOORS: TOILET COMPARTMENT DOORS, INCLUDING DOOR HARDWARE, SHALL COMPLY WITH
CBC SECTION 11B-404, EXCEPT THAT IF THE APPROACH IS TO THE LATCH SIDE OF THE COMPARTMENT DOOR, CLEARANCE
BETWEEN THE DOOR SIDE OF THE COMPARTMENT AND ANY OBSTRUCTION SHALL BE 44 INCHES (1118 MM) MINIMUM. THE
DOOR SHALL BE SELF-CLOSING. A DOOR PULL COMPLYING WITH CBC SECTION 11B-404.2.7 SHALL BE PLACED ON BOTH SIDES
OF THE DOOR NEAR THE LATCH. TOILET COMPARTMENT DOORS SHALL NOT SWING INTO THE MINIMUM REQUIRED
COMPARTMENT AREA.

20. PER CBC 11B-604.8.2.3 GRAB BARS: GRAB BARS SHALL COMPLY WITH SECTION 11B-609. A SIDE-WALL GRAB BAR COMPLYING
WITH CBC SECTION 11B-604.5.1 SHALL BE PROVIDED ON BOTH SIDES OF THE COMPARTMENT.

21. PER CBC 11B-605.2 HEIGHT AND DEPTH: URINALS SHALL BE THE STALL-TYPE OR THE WALL-HUNG TYPE WITH THE RIM 17
INCHES (432 MM) MAXIMUM ABOVE THE FINISH FLOOR OR GROUND. URINALS SHALL BE 13 1/2 INCHES (343 MM) DEEP
MINIMUM MEASURED FROM THE OUTER FACE OF THE URINAL RIM TO THE BACK OF THE FIXTURE.

22. PER CBC 11B-605.4 FLUSH CONTROLS: FLUSH CONTROLS SHALL BE HAND OPERATED OR AUTOMATIC. HAND OPERATED
FLUSH CONTROLS SHALL COMPLY WITH CBC SECTION 11B-308 EXCEPT THAT THE FLUSH CONTROL SHALL BE MOUNTED AT A
MAXIMUM HEIGHT OF 44 INCHES (1118 MM) ABOVE THE FINISH FLOOR.

23. PER CBC 11B-606.3 HEIGHT: LAVATORIES AND SINKS SHALL BE INSTALLED WITH THE FRONT OF THE HIGHER OF THE RIM OR
COUNTER SURFACE 34 INCHES (864) MAXIMUM ABOVE THE FINISH FLOOR OR GROUND.

24. PER CBC 11B-606.5 EXPOSED PIPES AND SURFACES: WATER SUPPLY AND DRAIN PIPES UNDER LAVATORIES AND SINKS
SHALL BE INSULATED OR OTHERWISE CONFIGURED TO PROTECT AGAINST CONTACT. THERE SHALL BE NO SHARP OR
ABRASIVE SURFACES UNDER LAVATORIES AND SINKS.

25. PER CBC 11B-606.7 SINK DEPTH: SINKS SHALL BE 6 1/2 INCHES (165 MM) DEEP MAXIMUM.

26. PER CBC 11B-306.3.3.1 MINIMUM REQUIRED DEPTH: AT LAVATORIES REQUIRED TO BE ACCESSIBLE BY CBC SECTION 11B-213.3.4,
THE KNEE CLEARANCE SHALL BE 27 INCHES (686 MM) HIGH MINIMUM ABOVE THE FINISH FLOOR OR GROUND AT A DEPTH OF
8 INCHES (203 MM) HIGH MINIMUM ABOVE THE FINISH FLOOR OR GROUND AT THE FRONT EDGE OF A COUNTER WITH A
BUILT-IN LAVATORY OR AT THE FRONT EDGE OF A WALL-MOUNTED LAVATORY FIXTURE.

27. TACTILE EGRESS SIGNAGE TO COMPLY WITH CBC SECTION 11B-703.

28. ACCESSIBLE WATER CLOSET COMPARTMENT DOORS, INCLUDING THE AMBULATORY ACCESSIBLE TOILET COMPARTMENT
DOORS, SHALL BE A MINIMUM OF 34 INCHES WIDE AND EQUIPPED WITH AN AUTOMATIC CLOSING 23 DEVICE. THE INSIDE AND
OUTSIDE OF THE COMPARTMENT DOOR SHALL BE EQUIPPED WITH A LOOP OR U-SHAPED HANDLE IMMEDIATELY BELOW THE
LATCH. PER CBC SECTION 11B-604.8.1.2, THE LATCH SHALL BE FLIP-OVER STYLE, SLIDING OR OTHER HARDWARE NOT
REQUIRING THE USER TO GRASP OR TWIST.

29. TOILET ROOM WALLS SHALL BE FINISHED WITH TILE OR FRP OVER MOISTURE RESISTANT DRYWALL TO A MINIMUM HEIGHT
OF 48 INCHES ABOVE THE FLOOR PER CBC SECTION 1210.2. THE FLOOR OF TOILET ROOMS SHALL HAVE A HARD AND
NONABSORBENT SURFACE PER CBC SECTION 1210.1.

30. PROVIDE 5 FOOT DIAMETER ACCESSIBLE CIRCLE IN `EACH RESTROOM PER CBC SECTIONS 11B-304.3.1.

31. AFFIX THE INTERNATIONAL SYMBOL OF ACCESSIBILITY AT ALL ACCESSIBLE ENTRANCES PER CBC SECTION 11B-216.8. THE
SIGN SHALL BE LOCATED ADJACENT TO THE LATCH SIDE OF SINGLE DOORS AND RIGHT SIDE OF DOUBLE DOORS 60 INCHES
AFF PER CBC SECTION 11B-703.4.
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KEYNOTES
0640.46 PLASTIC LAMINATE CABINET DOOR
0920.28 5/8" GYPSUM BOARD (TYPE X)
0930.01 CERAMIC TILE
0930.02 COVED CERAMIC TILE BASE
0930.12 PORCELAIN TILE COVED BASE
1020.16 STAINLESS STEEL 1 1/2" DIAMETER GRAB BAR (36"

LONG)

1020.17 STAINLESS STEEL 1 1/2" DIAMETER GRAB BAR (42"
LONG)

1020.19 STAINLESS STEEL 1 1/2" DIAMETER GRAB BAR
(L-SHAPED)

1020.20 SOAP DISPENSER (SURFACE-MOUNTED)
1020.24 STAINLESS STEEL SURFACE MOUNTED TOILET PAPER

DISPENSER

1020.32 STAINLESS STEEL FRAMED MIRROR
1020.37 WALL-MOUNTED FOLDING SHOWER SEAT. PROVIDE

BLOCKING IN WALL AS REQUIRED

1020.46 WALL MOUNTED TOILET SEAT COVER DISPENSER
1230.19 SOLID SURFACE COUNTERTOP WITH 4" SPLASH AS

SHOWN

2210.06 FLOOR DRAIN
2240.01 WATER CLOSET. ORIENT FLUSH VALVE TOWARDS

ACCESSIBLE SPACE AT ACCESSIBLE STALLS /
RESTROOMS

2240.03 WALL-HUNG LAVATORY WITH CARRIER
2240.04 PORCELAIN LAVATORY
2240.10 HANDICAP ACCESSIBLE SHOWER HEAD

 1/4" = 1'-0"3 IE - RESTROOM 103
 1/4" = 1'-0"5 IE - RESTROOM 103

 1/4" = 1'-0"7 IE - RESTROOM 115
 1/4" = 1'-0"9 IE - RESTROOM 115

 1/4" = 1'-0"2 IE - RESTROOM 103
 1/4" = 1'-0"4 IE - RESTROOM 103

 1/4" = 1'-0"8 IE - RESTROOM 115
 1/4" = 1'-0"10 IE - RESTROOM 115
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 1/4" = 1'-0"6 ENLARGED PLAN - RESTROOM 115

 1/4" = 1'-0"1 ENLARGED PLAN - RESTROOM 103
PLAN

NORTH

PLAN
NORTH

ACCESSORY MOUNTING HEIGHTS NOTESACCESSIBLE RESTROOMS

 1/4" = 1'-0"11 ENLARGED RESTROOM 210 PLAN
PLAN

NORTH

 1/4" = 1'-0"13 IE - RESTROOM 210
 1/4" = 1'-0"14 IE- RESTROOM 210

 1/4" = 1'-0"15 IE - RESTROOM 210
 1/4" = 1'-0"12 IE - RESTROOM 210
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PROVIDE THIS ADDITIONAL
SPACE IF DOOR IS EQUIPPED
WITH LATCH AND A CLOSER

HARDWARE:
OPERABLE WITHOUT GRASPING
MAX EFFORT FOR EXTERIOR DOOR=5
LBS
MAX. EFFORT FOR INTERIOR DOOR=5 LBS
REQUIRED FIRE DOORS:
MAX EFFORT = 15LBS

PUSH SIDE
10" KICK PLATE OR SMOOTH,
UNINTERUPTED DOOR SURFACE,
FULL WIDTH OF DOOR

THRESHOLD
1/2" MAX. HEIGHT +
1/4"-1/2" SLOPE
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 1/2" = 1'-0"6 ACCESSIBLE DRINKING FOUNTAIN

 1/2" = 1'-0"1 ACCESSIBLE MOUNTING HEIGHTS

 1/2" = 1'-0"2 ACCESSIBLE RESTROOM STALLS

 1/2" = 1'-0"5 ACCESSIBLE SHOWER

 1/2" = 1'-0"7 ACCESSORY MOUNTING HEIGHTS

 1/2" = 1'-0"3 ADA ACCESS REQUIREMENTS
 3" = 1'-0"4 GRAB BAR DETAIL
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FIN. FLOOR

STAINLESS STEEL COUNTER AND INTEGRAL
BACKSPLASH, 16 GA., #4 FINISH

BASE CABINET, STAINED WOOD FACE

16 GA., INTEGRALLY WELDED 12" DEEP SINK

D WIRE PULLS

MARINE EDGE, 2" FACE

3'
-
0"

WINDOW

RESILIENT RUBBER BASE,
SEE FINISH PLAN

DOOR HINGE

DOOR PULL

RECESSED SHELF
PIN PILASTER

3/4" LAMINATE SHELF

LAMINATE FINISH DOOR

FINISH TOE KICK

3/4" LOW PRESS
LAMINATE FINISH CABINET

FINISH FLOOR

STAINLESS STEEL FINISH COUNTER TOP

MARINE EDGE, 2" FACE

3' - 6"

3'
 -

 0
"

ENTRY

DOOR HINGE

DOOR PULL

RECESSED SHELF
PIN PILASTER

3/4" LAMINATE SHELF

LAMINATE FINISH DOOR

FINISH TOE KICK

3/4" LOW PRESS
LAMINATE FINISH CABINET

FINISH FLOOR

2'
 -

 1
0"

4"

PLASTIC LAMINATE
2' - 6"

STAINLESS STEEL FINISH
COUNTER TOP

3/4" PLYWOOD UNDERLAYMENT

1/2" LAMINATE FINISH DRAWER
W/ 1/4" BOTTOM

DRAWER GLIDE

DOOR HINGE

DOOR PULL

RECESSED SHELF PIN PILASTER

3/4" LAMINATE SHELF

LAMINATE FINISH DOOR

FINISH TOE KICK

3/4" LOW PRESS
LAMINATE FINISH CABINET

FINISH FLOOR

DOOR PULL

RECESSED SHELF PIN PILASTER

3/4" LAMINATE SHELF

LAMINATE FINISH DOOR

UNDER CABINET LIGHT OPTIONAL

,SEE PLAN

3/4" LOW PRESSURE LAMINATE
 FINISH CABINET

ATTACHMENT CLEAT

ELECTRICAL OUTLET

31
/ 2

"

2'
-7

"
11

/ 2
"

4"

3'
-0

"

3" 1'-9"

2'-0"

1 / 4
"

51
/ 2

"
1 / 4

"
2'

-1
"

4"1'-1 1/2"

2'
-0

"
3'

-0
"

1'-0"

2"

23/8"
6"

11
/ 2

"

5"

STAINLESS STEEL

MARINE EDGE, 2" FACE

C CLL

CL

WOOD BLOCKING

CONCEALED CASEWORK HINGE,
SELF CLOSSING, TYPICAL

RECESSED PILASTER, STANDARD

3/4" ADJUSTABLE SHELF,
ALL INTERIOR SURFACE TO BE LAMINATE

FINISH

VINYL COVE BASE, SEE FINISH PLAN A3.0

PROVIDE (4) SHELF CLIPS PER SHELF. TYP.

2X4 WOOD BLOCKING

FINISH FLOOR

CABINET DOOR , LAMINATE FINISH

DRAWER

DRAWER

DOOR PULL

3'
 -

 0
"

MARINE EDGE, 2" FACE

4' - 0"

STAINLESS STEEL
FINISH COUNTER TOP

3'
 -

 0
"

4 
1/

2"

FINISH FLOOR

2' - 4"

1 X 1 METAL
CLIP ANGLE

ANGULAR STEEL BRACKET
SECURED TO METAL STUD

PLASTIC LAMINATE COUNTERTOP
 / 4" SPLASH AS SHOWN

5/8" GYPSUM
BOARD

3" WIRE GROMMET

3'
-0

"
3'

-0
"

STAINLESS STEEL

DRAWER

DRAWER

STAINLESS STEEL
FINISH COUNTER TOP

WOOD BLOCKING

24" DIA. TRASH CAN

FINISH FLOOR

2X4 WOOD BLOCKING

CL

3'
 -

 0
"

4"

2"

VINYL COVE BASE

MARINE EDGE, 2" FACE

4' - 0"

8"

"A" GRADE
PLYWOOD PAINTED

7'
-0

"

1'-1 1/2" 4"

3 
1/

2"

3" 1'-9"

2'-0"

DOOR PULL

RECESSED SHELF PIN PILASTER

3/4" LAMINATE SHELF

LAMINATE FINISH DOOR

UNDER CABINET LIGHT OPTIONAL
SEE PLAN

3/4" LOW PRESSURE
LAMINATE

 FINISH CABINET

ATTACHMENT CLEAT

SOLID SURFACE COUNTER

CAULK AT WALL SURFACE

FINISH FLOOR

ELECTRICAL OUTLET

CLEAR SPACE FRONT

SINK

WOOD PANEL WITH
LAMINATE FINISH

ANGLE BRACKET

RESILIENT RUBBER BASE,
SEE FINISH PLAN

CABINET BEYOND

2'
-0

"
3'

-0
"

1'-0"

2"

23/8"
6"

4"

2'
-1

0"
2'

-0
"

11 / 2
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2' - 0"
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"

3 
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3" 1'-9"

2'-0"

LEDGER

3/4" LAMINATE SHELF
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3 
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2"

3" 1'-9"

2'-0"

7'
-0

"

3 
1/

2"

3" 1'-9"

2'-0"

LEDGER

3/4" LAMINATE SHELF

HARDWOOD VENEER PLYWOOD
FIXED CLOSET SHELF WITH

HEAVY DUTY COAT ROD

3'
 -

 0
"

4 
1/

2"

FINISH FLOOR

METAL BRACKET

PLASTIC LAMINATE COUNTERTOP
 / 4" SPLASH AS SHOWN

3" WIRE GROMMET

DOOR PULL

RECESSED SHELF PIN PILASTER

3/4" LAMINATE SHELF

LAMINATE FINISH DOOR

UNDER CABINET LIGHT OPTIONAL
SEE PLAN

3/4" LOW PRESSURE
LAMINATE

 FINISH CABINET

ATTACHMENT CLEAT

CAULK AT WALL SURFACE

ELECTRICAL OUTLET

2'
-0

"
3'

-0
"

1'-0"

2"

23/8"
6"

4"

2'
-0

"

5"

PLASTIC LAMINATE
FINISH COUNTER TOP

DOOR HINGE

DOOR PULL

FINISH FLOOR

PIPE WRAP
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KEYNOTES

 1" = 1'-0"7 110G - SINK BASE W/ DOORS

 1" = 1'-0"5 110E - SERVICE COUNTER

 1" = 1'-0"10 113A - RECEPTION COUNTER

 1" = 1'-0"1 110A - BASE & UPPER CABINET
 1" = 1'-0"4 110D - ISLAND @ LOWER CAB

 1" = 1'-0"8 102A - COUNTER TOP @ STUD WALL

 1" = 1'-0"2 110B - RANGE & HOOD DETAIL
 1" = 1'-0"3 110C - ISLAND @ GARBAGE ALCOVE

 1" = 1'-0"6 110F -  PANTRY

 1" = 1'-0"11 114A - COFFEE BAR BASE & UPPER
 1" = 1'-0"12 116A - EMS / SUPPLY LOCKER

 1" = 1'-0"14 204B - BED LOCKER
 1" = 1'-0"13 204A - PERSONAL LOCKER

 1" = 1'-0"9 102B - COUNTER TOP @ CMU WALL

 1" = 1'-0"15 209A - P-LAM BASE & UPPER
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AA

2

1

1 5 7 9 10 12 14 15

16

16

BB

CC

8 11 13

D

F

GG

K

EE

J

3

H

12' - 0"

9' - 0"

9' - 0"
9' - 0"

9' - 0"

9' - 0"

9' - 0"

9' - 0"

9' - 0"

9' - 0" 9' - 0"

9' - 0"

9' - 0"

9' - 0"

8' - 8"

10' - 8"

OPEN

13' - 0"

10' - 0"9' - 0"

SHOP
117

STORAGE
116

CONFERENCE
114

RECEPTION
113

LOBBY
112

EXCERCISE
111

KITCHEN
110 DINING

109 DAY ROOM
108

TELECOM
107

NIGHT
WATCH

102

SPECIALTY
GEAR

118

HALLWAY
105

3:12

3:123:12

3:
12

3:12

3:
12

8' - 8"

9' - 0"

9' - 0"

9' - 0"

M

N

6

PPE
STORAGE /

DRYING
119

APPARATUS
BAY
101

8' - 2"

POWER DROP (1 OF 4)

OVERHEAD DOOR
TROLLEY OPERATOR (1 OF 4)

DOWNSPOUT

VEHICLE EXHAUST SYSTEM

RR
103

CONT. METAL
SOFFIT VENT

CONT. METAL
SOFFIT VENT

CONT. METAL
SOFFIT VENT

12" EXHAUST DUCT

421 5 7 9 10 12 14

CC

D

F

GG

EE

9' - 0"

9' - 0"

9' - 0"

FF3
204

FF2
203

FF 1
202

OFFICER 1
201

OFFICER 2
213

RR 3
212

RR 4
211

RR 5
210 LAUNDRY

209

JAN.
208

POLE
207

STAIR
206

HALLWAY
214

SHOWER
216

SHOWER
215

9' - 0" 8' - 6" 8' - 6" 8' - 6" 8' - 6"

8' - 6"

8' - 6"

8' - 6"
8' - 6"

8' - 6"8' - 6"

FF4
205

DOWNSPOUT

DOWNSPOUT

DOWNSPOUT

DOWNSPOUT

DOWNSPOUT

REFLECTED CEILING PLAN LEGEND

5/8"GYP. BOARD CEILING ON
SUSPENSION SYSTEM

2'x2' SUSPENDED ACOUSTICAL TILE CEILING

CEMENT PLASTER SOFFIT

ILLUMINATED EXIT SIGN

1 X 8' SUSPENDED CEILING LIGHT FIXTURE

SUPPLY DIFFUSER

RETURN AIR / TRANSFER GRILLE

2' X 2' LAY-IN FLUORESCENT LIGHT FIXTURE

FLUORESCENT DOWN LIGHT FIXTURE

1' X 4' SURFACE MOUNTED LIGHT FIXTURE

RECESSED LIGHT FIXTURE (ACT)

PENDENT MOUNTED LIGHT FIXTURE

2' X 4' SURFACE MOUNTED LIGHT FIXTURE

EXHAUST

RIB DECK

CONT. 4" METAL SOFFIT VENT

WALL PACK LIGHT

VRV CEILING FAN COIL

2" MAX2" MAX

0810.06

0810.060810.06

0810.060810.06

0810.06

0810.06

0810.06

0810.06

0810.06

0550.57

0920.47

0920.280920.28

0550.69

0550.70

RE: RCP

A
LI

G
N

V
A

R
IE

S
R

E
: R

C
P

V
A

R
IE

S
R

E
: R

C
P

CEILING AS
SCHEDULED

WALL BEYOND

REVEAL AT PERIMETER TO
MATCH TYPICAL PANEL
SPACING

3"

3"

CEILING AS
SCHEDULED

R
E

: R
C

P
V

A
R

IE
S

R
E

: R
C

P
V

A
R

IE
S

0920.08

2650.01

0920.11

0920.28

0920.28

0550.68
0920.47
0920.46

2650.08

0950.08

(2) 12 GA. WIRES @ DIAGONALLY
OPPOSITE CORNERS ATTACH TO
STRUCTURE ABOVE

(2) EARTHQUAKE CLIPS
ATTACH TO SUSPENDED
CEILING GRID W/ #8 SET
SCREW

MIN. (3) TIGHT
TURNS IN 1-1/2"
(TYPICAL)

HALLWAYS, OFFICES AND CONFERENCE ROOMS

C
L

N
G

. G
R

ID
 B

A
Y

C
L

N
G

. G
R

ID
 B

A
Y

CL

CL

CL

CL

CLNG. GRID BAY

0950.08

2650.08

2110.07

0950.01

(1) 12 ga. WIRE ATTACHED TO
FIXTURE & ANCHORED TO
STRUCTURE ABOVE (56 LB
MIN.)

RECESSED DOWN LIGHT
FIXTURE - SEE ELECTRICAL
PLAN

UNDERSIDE
OF
STRUCTURE

MAIN
RUNNER
BEYOND

ACOUSTICAL
CEILING
TILE

12 ga. HANGER
WIRE @ 4'-0"oc
ATTACH TO
STRUCTURE
ABOVE

UNDERSIDE
OF
STRUCTURE

(1) 12 ga. WIRE ATTACHED TO
FIXTURE & ANCHORED TO
STRUCTURE ABOVE (56 LB
MIN.)

RECESSED DOWN LIGHT
FIXTURE - SEE ELECTRICAL
PLAN

5/8" GYP. BOARD ON
FURRING CHANNELS

MAIN
RUNNER
BEYOND

12 ga. HANGER
WIRE @ 4'-0"oc
ATTACH TO
STRUCTURE
ABOVE

CEILING

3/4"

2"2"

(2) 12 ga. SPLAY WIRES
@ 45° PARALLEL TO

MAIN TEE SHOT PINNED
TO UNDERSIDE OF

METAL DECKING

LOCKING CROSS
TEES

@ 4'-0"oc

WALL

CLOSURE ANGLE ONE END OF CEILING GRID
SHALL BE ATTACHED TO

THE CLOSURE ANGLE ON EACH
ORTHOGONAL HORIZONTAL

DIRECTION

CEILING TILE

METAL DECKING

REFLECTED CEILING PLAN NOTES
A.  REFER TO MECHANICAL PLANS FOR FURTHER INFORMATION ON MECHANICAL EQUIPMENT AND LOCATION OF MECHANICAL DUCTWORK.

B.  REFER TO ELECTRICAL PLANS FOR FURTHER INFORMATION ON LIGHTING FIXTURES.

C.  REFER TO FLOOR PLANS FOR FURTHER INFORMATION.

D.  EXISTING THERMOSTATS ARE TO BE REINSTALLED 48" A.F.F.

E.  PATCH AND REPAIR CEILING AS REQUIRED AT DEMOLITION AND NEW ONSTRUCTION.

F.  REFER TO DETAILS __________, __________ & __________ FOR SEISMIC BRACING AND  ACOUSTICAL CEILING.

G.  ALL CEILING TILE SHALL BE CLEAN AND FREE OF DEFECTS.

H.  ALL LIGHT FIXTURES TO BE REMOVED SHALL BE SALVAGED FOR RELOCATION, VERIFY DISPOSITION OF ANY REMAINING FIXTURE WITH THE BUILDING MANAGEMENT.

I. ALL NEW FIRE SPRINKLER HEADS ARE TO BE CENTERED IN THE MIDDLE OF HALLWAYS, OFFICES, AND CONFERENCE ROOMS. FIRE SPRINKLER HEADS ARE TO BE CENTERED IN
CEILING GRID BAYS AND EQUALLY SPACED FROM LIGHT FIXTURES WHERE POSSIBLE.  REFER TO DETAIL __________.

J.  FIRE SPRINKLER CONTRACTOR TO COORDINATE WORK WITH THE MECHANICAL AND ELECTRICAL PLANS.  NOT A PART OF THIS SUBMITTAL.

K.  REFER TO THE SPRINKLER PLANS BY OTHERS FOR SPRINKLER SYSTEM DESIGN. NOT A PART OF THIS SUBMITTAL.
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KEYNOTES
0550.57 4"x4"x3/8" STL. ANGLE W/1/2" O.D. ANCHOR BOLTS @24" O.C. -

VERIFY WITH ELEVATOR MANUFACTURER IF REQUIRED

0550.68 MINIMUM OF (1) 12 GAGE WIRE ATTACHED TO FIXTURE AND
ANCHORED TO STRUCTURE ABOVE FOR UPTO 56 lbs. & W/
UPRIGHT STRUTS

0550.69 ANGLE MOLDING
0550.70 FASTENER
0810.06 HOLLOW METAL DOOR
0920.08 STUD BRACE AT 4'-0" O.C. MAX.
0920.11 1/2" RESILIENT CHANNEL AT 16" O.C. HORIZONTAL
0920.28 5/8" GYPSUM BOARD (TYPE X)
0920.46 CROSS FURRING CHANNELS
0920.47 MAIN RUNNER
0950.01 SUSPENDED ACOUSTICAL LAY-IN TILE CEILING (2' X 2')
0950.08 SUSPENDED ACOUSTICAL PANEL CEILING SYSTEM
2110.07 2" FIRE SPRINKLER HEAD CUT OUT
2650.01 RECESSED LIGHT FIXTURE
2650.08 LAY-IN FLUORESCENT LIGHT FIXTURE

 1/8" = 1'-0"1 FIRST FLOOR REFLECTED CEILING PLAN
 1/8" = 1'-0"2 SECOND FLOOR REFLECTED CEILING PLAN

PLAN
NORTH

N
o.

D
es

cr
ip

tio
n

D
at

e

PLAN
NORTH

 1 1/2" = 1'-0"3 ACOUSTICAL CEILING DETAIL
 1 1/2" = 1'-0"4 GYP. BOARD CEILING TRANSITION

 1 1/2" = 1'-0"5 ACOUSTICAL CEILING AT HEADER
 1 1/2" = 1'-0"6 SOFFIT TRANSITION

 1 1/2" = 1'-0"8 GYP. BOARD CEILING

 3" = 1'-0"10 LAY-IN FIXTURE ATTACHMENT

 3" = 1'-0"9 FIRE SPRINKLER HEAD LAYOUT

 3" = 1'-0"11 RECESSED LT. @ SUSPENDED CEILING
 3" = 1'-0"12 RECESSED LT. @ GYP BD CEILING

 3" = 1'-0"13 SUSPENDED CEILING AT CLOSURE ANGLE
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AA
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DINING
109

RF B1 P2 P4
KITCHEN

110
RF RFB P2 P4

HALLWAY
105

RF B1 P2 AC

DAY ROOM
108

CRP B1 P2 P4

TELECOM
107

RF B1 P2 P3

CONFERENCE
114

CRP B1 P2 AC

RECEPTION
113

RF B1 P2 AC

LOBBY
112

RF B1 P2 AC

EXCERCISE
111

SS1 B1 P2 P4

SHOP
117

SC SC P3 P4

SPECIALTY
GEAR

118
SC SC P2 P4

STORAGE
116

SC SC P3 P4

APPARATUS
BAY
101

SC SC P3 P3

NIGHT
WATCH

102
RF RFB P2 AC

RR 1
115

CT TB CTW P4

STORAGE
106

RF RFB P2 P4

M

N

6

PPE
STORAGE /

DRYING
119

SC SC P3 P4

RR
103

CT TB CTW P4

STAIR #1
120

CRP - P2 AC

421 5 7 9 10 12 14

CC

D

F

GG

EE

OFFICER 1
201

CRP B1 P2 P4

OFFICER 2
213

CRP B1 P2 P4

FF 1
202

CRP B1 P2 P4

FF2
203

CRP B1 P2 P4

FF3
204

CRP B1 P2 P4

HALLWAY
214

CRP RFB P2 AC

RR 3
212

CT TB CTW P4

RR 4
211

CT TB CTW P4

RR 5
210

CT TB CTW P4
LAUNDRY

209
RF RFB P2 P4

JAN.
208

RF RFB P2 P4

POLE
207

RF RFB P2 P4

OPEN

SHOWER
216

CT TB CT P4

SHOWER
215

CT TB CT P4

STORAGE
217

CRP RFB P2 P4

FF4
205

CRP B1 P2 P4

SHOWER
210A

CT TB CT P4

FINISH LEGEND

ROOM FINISH KEY

FLOOR FINISH
BASE FINISH

WALL FINISH
CEILING FINISH

X X X X
XX - -

X

FIELD
ACCENT

FINISHES

SC SEALED CONCRETE
RF RESILIENT FLOORING
RFB COVED RESILIENT FLOOR BASE
CRP SHEET CARPETING
SS1 SOLID SURFACING - SPORTS FLOOR
B1 4" RUBBER BASE
E1 EPOXY COATING
P1 PAINT - STUCCO
P2 PAINT - DRYWALL WALL
P3 PAINT - EXPOSED STRUCTURE
P4 PAINT - DRYWALL CEILING
PT PORCELAIN TILE
CT CERAMIC TILE
CTW CERAMIC TILE WAINSCOT
TB COVED TILE BASE
FRP FIBER REINFORCED PANEL
AC 2X2 SUSPENDED ACOUSTICAL CEILING
O OPEN TO ABOVE

SPECIAL FINISH KEY
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 1/8" = 1'-0"1 FIRST FLOOR FINISH PLAN
 1/8" = 1'-0"2 SECOND FLOOR FINISH PLAN
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 1/8" = 1'-0"1 1ST FLOOR EQUIPMENT PLAN
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